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REMAIN (TYP)

DECORATIVE LIGHTING TO

EX VILLAGE OF NORTHFIELD

REMAIN (TYP)

DECORATIVE LIGHTING TO

EX VILLAGE OF NORTHFIELD

1" = 50’
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429
WILLOW ROAD (DOWNTOWN)

TEMPORARY LIGHTING AND REMOVAL PLAN

424SEE SHEET NO.     FOR LEGEND AND SPECIAL NOTES.
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TEMPORARY LIGHTING NOTES

2.

3.

4.

BY THE ENGINEER PRIOR TO INSTALLATION.

THE LOCATION OF TEMPORARY WOOD POLES SHALL BE APPROVED

5.

INCLUDED IN THE BID UNIT PRICE FOR AERIAL CABLE.

CONTROLLERS AND TEMPORARY LIGHTING UNITS SHALL BE

THE COST TO PROVIDE TEMPORARY CONNECTIONS TO EXISTING

PERMANENT LIGHTING IS INSTALLED AND OPERATIONAL.

TEMPORARY LIGHTING SHALL NOT BE REMOVED UNTIL THE

THE EXISTING CONDITIONS.

NOT DISRUPTED.  THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING
CONSTRUCTION SHALL BE PROMPTLY REPAIRED SO SERVICE IS 

DURATION OF THE PROJECT.  ANY DAMAGE INCURRED DURING 

OF ALL ROADWAY LIGHTING WITHIN THE PROJECT LIMITS FOR THE 
THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE MAINTENANCE

6.

EXISTING POLES ARE REMOVED.

TEMPORARY LIGHTING UNITS SHALL BE OPERATIONAL BEFORE 

7.

1.

TEMPORARY LIGHTING STAGING NOTES

STAGE I

STAGE II

STAGE III

REMOVE TEMPORARY LIGHTING UNITS AND AERIAL CABLE.
INSTALL PERMANENT LIGHTING SYSTEM AND ENERGIZE.

435 436DETAILS SEE SHEET NO.    AND    .

FOR TEMPORARY LIGHT POLE AND INSTALLATION OF AERIAL CABLE 

SIGNAL WOOD POLES. REMOVE EXISTING LIGHTING UNITS ALONG WILLOW ROAD.
TEMPORARY LIGHTING MAST ARM AND LUMINAIRE ON TEMPORARY TRAFFIC
INSTALL TEMPORARY LIGHTING ALONG WILLOW ROAD. PROVIDE SUPPLEMENTAL

SUPPLEMENTAL TEMPORARY LIGHTING ON TRAFFIC SIGNAL WOOD POLES.
MAINTAIN TEMPORARY LIGHTING UNITS WHERE INDICATED ON PLANS, AND

TO BE REMOVED BY OTHERS

EX COMED LIGHTING UNIT EX IDOT LIGHTING UNITS TO REMAIN

TEMPORARY LIGHTING WIRING DIAGRAM

AERIAL CABLE 3-1/C NO.6

EX LIGHTING CONTROLLER

TEMPORARY WOOD POLE, CLASS 4, 40’

TO BE REMOVED (TYP)

EX LIGHTING UNIT

WIRING DIAGRAM LEGEND

STA. 183+02, OFFSET 4’ LT

AERIAL CABLE

FOR TEMP LIGHTING 

TEMPORARY WOOD POLE 

STA. 720+38, 10’ LT
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8.

SEE NOTE 8

TO BE MAINTAINED

EX LIGHTING CONTROLLER

STA. 720+52, 8’ LT
STA. 725+65, 7’ LT

EX LIGHTING CONTROLLER "B"

OPERATIONAL.

TO BE REMOVED ONCE PROPOSED CONTROLLER IS INSTALLED AND
USE EXISTING SERVICE CONNECTIONS, LIGHTING CONTROLLER "C"
EX LIGHTING CONTROLLER TO BE USED FOR TEMPORARY LIGHTING

SEE NOTE 8

STA 721+40, OFFSET 12’ LT

AERIAL CABLE

FOR TEMP LIGHTING 

TEMPORARY WOOD POLE 

TEMPORARY LUMINAIRE, 250W, HPS

3-1/C NO. 6 (TYP)

TO BE REMOVED BY OTHERS

EX COMED LIGHTING UNIT

EX LIGHTING CONTROLLER

429

SIGNAL POLE (TYP)

TEMPORARY TRAFFIC

TO 15’ MAST ARM ON

250W, HPS, ATTACHED

TEMPORARY LUMINAIRE,


