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EX IDOT LIGHTING TO REMAIN

1" = 50’

   

   

SRF

AJP

SRF

430

STA. 718+07, 4.4’ LT

STA. 716+74, 8.4’ RT

STA. 718+14, 10.4’ RT

STA. 715+44, 9.4’ RT

STA. 719+21, 9.0’ RT

STA. 719+05, 3.4’ RT

STA. 174+16, 3.5’ RT

STA. 720+86, 8.4’ RT

STA. 722+57, 8.4’ RT

STA. 723+02, 8.0’ RT

STA. 724+09, 4.4’ RT

STA. 724+00, 4.4’ RT

STA. 723+49, 3.8’ LT

STA. 719+17, 4.4’ LT

STA. 720+86, 4.4’ LT

STA. 722+74, 3.7’ LT

STA. 722+48, 4.3’ LT
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EX IDOT LIGHTING TO REMAIN

WILLOW ROAD (DOWNTOWN)

LIGHTING PLAN

NOTES:

424SEE SHEET NO.     FOR LEGEND AND GENERAL NOTES.1.

3"

48’-UC

3"

65’-UC

3"

70’-UC

DETAIL A

STA. 717+91, 12.4’ LT

3"

42’-UC

3"

48’-UC

STA. 716+09, 12.6’ LT

STA. 716+74, 10.4’ LT

STA. 717+32, 8.4’ LT

STA. 720+03, 4.4’ LT

3"

40’-UC

STA. 716+09, 8.4’ RT

STA. 720+03, 8.4’ RT

REMAIN (TYP)

DECORATIVE LIGHTING TO

EX VILLAGE OF NORTHFIELD

SEE DETAIL A

3"

65’-UC

STA. 721+71, 8.4’ RT

STA. 721+72, 4.4’ LT

PR ~ WILLOW ROAD

STA. 724+87, 7.4’ RT

STA. 724+88, 4.4’ RT

3"

65’-UC

3"

45’-UC

3"

44’-UC

STA. 723+97, 7.4’ LT

3"

29’-UC

3"

70’-UC

C  CD1  J1

C  CD2  J2

C  CD3  J3

C  CD4  J4

C  CD5  J5

C  CD6  J6

C  CD7  J7

C  CD8  J8

C  CD9  J9

C  AB1  I1

C  AB2  I2

C  AB3  I3

C  AB4  I4

C  AB9  I9

C  AB10  I10

C  AB5  I5

C  AB6  I6

C  AB7  I7

C  AB8  I8

PHOTOCELL LOCATION

B  EF2  K2

B  EF3  K3

B  EF4  K4

B  EF5  K5

B  EF6  K6

B  EF7  K7

B  EF8  K8

B  GH1  L1

B  GH2  L2

B  GH3  L3

STA. 725+78, 4.4’ RT

B  GH4  L4

E

TO BE MAINTAINED

DECORATIVE LIGHTING SYSTEM

EX VILLAGE OF NORTHFIELD

E

D

UNIT DUCT, 600V, 2-1C NO.2, 2-1C NO.6, 1/C NO.8 (TYP)

25’-UC 3"

3-1/C NO.2

600V (XLP-TYPE USE)

ELECTRIC CABLE IN CONDUIT

STA. 721+76.5, 39.2’ LT

PR LIGHTING CONTROLLER "C"

120/240V, 1}, 3-WIRE

PR SERVICE INSTALLATION 

3"

60’-UC

EX HANDHOLE

3" RIGID STEEL CONDUIT)

3-1/C NO.2 (PULL THOUGH EXISTING

ELECTRIC CABLE IN CONDUIT
RIGID STEEL CONDUIT

UNIT DUCT IN 

DRILL EX HANDHOLE (2)

UNIT DUCT, 2-1C NO.2, 2-1C NO.6, 1/C NO.8

EXISTING LIGHT BASE

SPLICE PROPOSED CABLE AT 

LIGHT (TYP)

EX DECORATIVE PEDESTRIAN

EX CONTROLLER "B"

EX SERVICE INSTALLATION 120/240V, 1}, 3-WIRE

PR DECORATIVE ROADWAY LIGHT

EXISTING LIGHT BASE

SPLICE PROPOSED CABLE AT 

430 STA. 715+00 TO STA. 727+00


