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EX CIRCUIT EF

240/480V, 1 , 3-WIRE

EX SERVICE INSTALLATION

REL

EX CIRCUIT EF TO BE MAINTAINED

STA. 735+08, 46’ RT

TO REMAIN (TYP)

EX LIGHTING UNIT

STA. 731+83, 33’ RT

0

0240/480V, 1 , 3-WIRE

EX LIGHTING CONTROLLER "N"

3"

45’-UC

3"

87’-UC

PR CIRCUIT GH

TO STA. 873+00

RELOCATE EX LIGHTING UNIT

AT EXISTING STATION

LIGHT POLE SHALL BE RESET

LIGHT TO NEW PARAPET

RELOCATE EX BRIDGE MOUNTED

TO STA. 729+64, 45’ RT

RELOCATE EX LIGHTING UNIT

2.

1.

MAINTAIN EX CIRCUIT EF

TEMPORARY WOOD POLES AND AERIAL CABLE INSTALLED TO 

SEE SHEET NO.     FOR LEGEND AND GENERAL NOTES.

REMAIN (TYP)

EX LIGHTING UNIT TO

PR \ I-94 RAMP A

AND RELABELED GH

EX CIRCUIT TO BE MAINTAINED

SEE NOTE 2

CONDUIT IN PARAPET

230’ PR 2" PVC 

3-1/C NO.4 (TYP)

AERIAL CABLE

(COST INCLUDED AS PART OF UNIT DUCT PAY ITEM)

CIRCUIT GH TO EXISTING CABINET

CONNECT PROPOSED CABLE FOR

STA. 729+76, 51’ RT

40’ WOOD POLE

STA. 735+01, 38’ LT

40’ WOOD POLE

STA. 732+90, 58’ RT

60’ WOOD POLE

STA. 734+78, 60’ RT

POLE

40’ WOOD

STA. 731+28, 53’ RT

60’ WOOD POLE

600V (XLP-TYPE USE) 1 �" DIA. POLYETHYLENE (TYP)

UNIT DUCT WITH 3-1/C NO. 4 AND 1/C NO. 6 GROUND,

600V (XLP-TYPE USE) 1 �" DIA. POLYETHYLENE (TYP)

UNIT DUCT WITH 3-1/C NO. 4 AND 1/C NO. 6 GROUND,

433 STA. 442+00 TO STA. 452+00
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