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WATERPROOFING MEMBRANE SYSTEM
              

              

              

              

   

   

2-21-2012

   

CURE 4 HR.

CURE 4 HR.

PROOFING MEMBRANE SYSTEM

TO BE PAID FOR AS WATER-

FACE OF PARAPET/CURB

TOP OF DECK (CLEAN CONCRETE SURFACE)

EXTEND WATERPROOFING MEMBRANE SYSTEM TO TOP OF H.M.A. SURFACE, UNLESS OTHERWISE NOTED.

NOTES

SECTION 581 OF THE STANDARD SPECIFICATIONS.

THIS DETAIL SHALL SUPPLEMENT, NOT SUPERSEDE, 

PLACEMENT OF THE WATERPROOFING MEMBRANE SYSTEM.  

ASSOCIATED LAYERS AND CURE TIMES NECESSARY FOR THE 

THIS DETAIL HAS BEEN INCLUDED TO ILLUSTRATE THE 

0.3 GAL./SQ. YD. (CURE 24 HR.)

COAL TAR EMULSION SLURRY,

1.65 OZ./SQ. YD.

FIBERGLASS FABRIC

0.08 TO 0.10 GAL./SQ. YD.

COAL TAR EMULSION

1.65 OZ./SQ. YD.

FIBERGLASS FABRIC

0.08 TO 0.10 GAL./SQ. YD.

COAL TAR EMULSION

GAL./SQ. YD. (CURE 4 HR.)

COAL TAR EMULSION 0.08 TO 0.10

LAYER 1/2" THICK

ASPHALT SAND SEAL PROTECTION

H.M.A. WEARING SURFACE (MIX DESIGN AND THICKNESS AS SHOWN IN THE PLANS)
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S.N. 092-0050
WATERPROOFING MEMBRANE SYSTEM

(MANUFACTURER’S RECOMMENDED CURE TIME)

PENETRATING PRIMER, 0.01 GAL./SQ. YD.


