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10FT SET BACK EOP

5FT SET BACK EOP

8FT SET BACK EOP

STA. 244+00, Y17

STA. 242+90, Y19STA. 241+45, Y21

STA. 240+20, Y23

STA. 244+65, Y40

STA. 243+10, Y44

STA. 241+75, Y46STA. 240+80, Y48

STA. 240+10, Y50

3" DIA. 35FT

GALVANIZED STEEL,

UNDERGROUND CONDUIT,

3" DIA. 20FT

GALVANIZED STEEL,

UNDERGROUND CONDUIT,

3" DIA. 42FT

GALVANIZED STEEL,

UNDERGROUND CONDUIT,

3" DIA. 39FT

GALVANIZED STEEL,

UNDERGROUND CONDUIT,

6FT SET BACK EOP

STA. 244+00, Y42

29FT SET BACK EOP

STA. 244+65, Y38

51FT SET BACK EOP
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12FT SET BACK EOP

12FT SET BACK EOP

10FT SET BACK EOP

24FT SET BACK EOP 17FT SET BACK EOP
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CIRCUIT DESIGNATION

STA. XXX+XX, Y1

POLE STATION

POLE NO.

CONTROLLER DESIGNATION

LEGEND

PROPOSED LIGHTING CONTROLLER

ELECTRIC SERVICE

SIZE AND LENGTH AS INDICATED

UNDERGROUND CONDUIT, GALVANIZED STEEL,

X

X

D = 12FT MAST ARM

C = 10FT MAST ARM

B = 8FT MAST ARM

A = 6FT MAST ARM

(XLP-TYPE USE), 1" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1C NO.4, 1/C NO.6 GROUND,

(XLP-TYPE USE), �" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1C NO.8, 1/C NO.8 GROUND,

INSTALL HANDHOLE PER IDOT STD. DWG. #814001-02

UNIT DUCT: SIZE AND TYPE AS NOTED

SEE DETAIL B ON SHEET LD-3.

LUMINAIRE, 16FT MH. POLE HAS BREAKAWAY COUPLING BASE.

MAST ARM LENGTH AS NOTED, AND 70W METAL HALIDE

LIGHTING UNIT: 400W METAL HALIDE LUMINAIRE, 40FT MH,

SEE DETAIL A ON SHEET LD-3.

LIGHTING UNIT: 70W METAL HALIDE LUMINAIRE, 16FT MH.

COUPLING BASE. SEE DETAIL B AND NOTE 3 ON SHEET LD-3.

MAST ARM LENGTH AS NOTED, POLE HAS BREAKAWAY

LIGHTING UNIT: 400W METAL HALIDE LUMINAIRE, 40FT MH,


