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ELECTRICAL PLAN (2 OF 3)

20 400 FEET

COUNTY LINE ROAD
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(TYP. OF 10)

FOR ELECTRIC SERVICE INSTALLATION

SEE ELECTRICAL PLAN 3
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PIER 1

PIER 3

SHEETS

ENHANCEMENT DETAILS

(TYP. 4 PLACES) SEE

DECORATIVE COLUMN

2

2

8

8

2

WASHLIGHT

BRIDGE PANEL

WASHLIGHT

BRIDGE PANEL

LOCATIONS AND MOUNTING.

ENHANCEMENT DETAILS SHEETS FOR FIXTURE 

TYPE", EXCEPT CONDUIT SHALL BE 1" DIA. SEE 

"ELECTRIC CONNECTION TO SIGN STRUCTURE BRIDGE 

ATTACH CONDUITS SIMILAR TO DRAWING BE-602, 

DETAILS".

MOUNTED UNDERPASS LUMINAIRE INSTALLATION 

SHOWN ON DRAWING BE-902, "PIER/ABUTMENT 

PIERS SIMILAR TO UNDERPASS LIGHTING CIRCUITS 

ATTACH CONDUITS AND JUNCTION BOXES TO BRIDGE 

DUCT.

3-1/C NO. 6 AND 1/C NO. 6 GND. IN 1 1/4" DIA. UNIT 

DUCT.

2-1/C NO. 10 AND 1/C NO. 10 GND. IN 3/4" DIA. UNIT 

ATTACHED TO STRUCTURE.

2-1/C NO. 10 AND 1/C NO. 10 GND. IN 3" PVCC RGC 

ATTACHED TO STRUCTURE.

3-1/C NO. 6 AND 1/C NO. 6 GND. IN 3" PVCC RGC 

ATTACHED TO STRUCTURE.

2-1/C NO. 10 AND 1/C NO. 10 GND. IN 1" PVCC RGC 

ATTACHED TO STRUCTURE.

3-1/C NO. 10 AND 1/C NO. 10 GND. IN 1" PVCC RGC 

(SEE ENHANCEMENT DETAILS SHEET)

ILLUMINATED SIGN (SPECIAL)

(SEE ENHANCEMENT DETAILS SHEET)

ILLUMINATED SIGN (SPECIAL)

KEY NOTE

UNDERGROUND UNIT DUCT

CONDUIT ATTACHED TO STRUCTURE

12"x10"x6"

STRUCTURE,

JUNCTION BOX, STAINLESS STEEL, ATTACHED TO 

AMP.

LIGHTING CONTROLLER, BASE MOUNTED, 240 VOLT, 100 

UL-LISTED METAL HALIDE (WALL UPLIGHT)

LIGHT FIXTURE ASSEMBLY-TYPE C, 39W, 120V,

UL-LISTED L.E.D. (3’ COLUMN WASHLIGHT)

LIGHT FIXTURE ASSEMBLY-TYPE B, 40W, 120V,

AND BRIDGE PANEL WASHLIGHT)

UL-LISTED L.E.D. (5’ COLUMN WASHLIGHT

LIGHT FIXTURE ASSEMBLY-TYPE A, 70W, 120V,

(X=CIRCUIT DESIGNATION)

LIGHTING UNIT COMPLETE




