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SETBACK 3 FT

STA 6042+08
SETBACK 4 FT

STA 6049+70

SETBACK 3 FT

STA 6043+52

(XLP-TYPE USE), 1" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1/C NO. 6, 1/C NO. 8 GND,

CKT. B
(XLP-TYPE USE), 1" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1/C NO. 6, 1/C NO. 8 GND,

CKT. B

(XLP-TYPE USE), 1" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1/C NO. 6, 1/C NO. 8 GND,

CKT. A

 6056+00    

60  FT.

ONE - 2 IN., CNC.

LIGHTING PLAN

ILLINOIS ROUTE 47

5 6 7

212019

SETBACK 6.5 FT

STA 6051+08

4-1/C NO. 2

50  FT.

ONE - 2 IN., RGSC.

120  FT.

ONE - 3 IN., CNC.

SETBACK 3 FT

STA 6048+33

SETBACK 3 FT

STA 6047+28

SOUTHBOUND IL. RTE 47

NORTHBOUND IL. RTE 47
G
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D
.

25  FT.

ONE - 2 IN., CNC.

SETBACK 5 FT

STA 6052+45

8

NOTE 1

LIGHTING UNIT

COMBINATION
NOTE 2

LIGHTING UNIT

COMBINATION 

NOTE 1

LIGHTING UNIT

COMBINATION

NOTE 1

LIGHTING UNIT

COMBINATION

NOTE

1.

2.

NOTE 2

AERIAL WIRING TO BE REMOVED 

AND ALL OF THE ASSOCIATED 

EXISTING LIGHTING UNIT

STA. 6052+75, 105’ RT

3-WIRE ON NEW FOUNDATION

60AMP, 480V, SINGLE-PHASE, 

INSTALL NEW CONTROLLER

25  FT.

ONE - 2 IN., CNC.

70  FT.

ONE - 2 IN., CNC.

1-PHASE, 3-WIRE

DROP 240/480V

PROPOSED SERVICE

REFER TO TRAFFIC SIGNAL PLANS FOR EXACT LOCATION OF COMBINATION TRAFFIC SIGNAL ASSEMBLY

WITH COMED AND THE PROPERTY OWNERS.

COORDINATE THE REMOVAL OF EXISTING LIGHTING UNITS AND ASSOCIATED WIRING 
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SECTION COUNTY
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 326    GRUNDY          
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EJM ENGINEERING,  INC.
411 South Wells Street  Suite 1000

Chicago, Illinois 60607
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