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SHALL BE INCIDENTAL TO THE HANDHOLE.

AND THE INSTALLATION OF THE CONDUIT BUSHING

REMOVAL OF EXISTING CONDUIT FROM THE HANDHOLE

NOTES:

TO BE REMOVED

EXISTING CONDUIT

BUSHING

CONDUIT

TO REMAIN

CONDUIT

EXISTING

DRAIN

FRENCH

BUSHING

CONDUIT

STEEL HOOKS

GALVANIZED

24" (600 mm)

6" (150 mm)

18" (450 mm)

MIN.

8" (200 mm)
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DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS HANDHOLE TO INTERCEPT EXISTING CONDUIT

1.

HANDHOLE TO INTERCEPT EXISTING CONDUIT
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