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NOTES:

INLET TUBE DETAIL

INLET TUBE

RESTRICTOR PLATE
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ANGLE FASTENER DETAIL

1 2 3 4 5 6

RE-ENTRANT

TUBE
SHARP EDGES SQUARE EDGED

RE-ENTRANT

TUBE
SQUARE EDGED ROUNDED

VALUES OF "C" FOR CIRCULAR

AND SQUARE ORIFICES

C=.52 C=.61 C=.61 C=.73 C=.82 C=.98

LENGTH: 2-1/2 DIA. LENGTH: 2-1/2 DIA.LENGTH:  1/2  TO 1 DIA.
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ELEVATION OF TOP

OF PLATE

INVERT OF

RESTRICTOR TYPE

TYPE 1 FRAMES AND OPEN LIDS

TOTAL BOLTS REQUIRED: 22

 

1. ANGLES SHOULD BE 3"x3"x3#8"

2. VERTICAL ANGLES SHOULD EXTEND FROM THE BOTTOM OF THE    

  RESTRICTOR PLATE TO THE TOP.

3. HORIZONTAL ANGLES SHOULD EXTEND FROM VERTICAL ANGLE TO 

  VERTICAL ANGLE.

4. ALL STEEL ANGLES AND PLATES TO BE GALVANIZED AFTER FABRICATION.

5. BASIS OF PAYMENT: "MANHOLES, WITH RESTRICTOR PLATE" WILL BE PAID 

  FOR AS EACH. THE PAY ITEM SHALL INCLUDE THE CONCRETE MANHOLE, THE 

  FRAMES AND LIDS, THE RESTRICTOR PLATE AND ALL ANGLES AND HARDWARE 

  SHOWN IN THIS DRAWING.
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STR NO.* PAY ITEM

T1OL

T1OL

MANHOLE WITH RESTRICTOR PLATE

MANHOLES, TY A, 6’-DIA.W/ 2 TY1

FR, OPEN LIDS, RESTRICTOR PLATE

DD-02

3’ x 3’ STEEL ANGLES

FRAME AND

LID
INVERT OF

RESTRICTOR

DRAINAGE DETAILS

MANHOLE WITH RESTRICTOR PLATE

362

LENGTH: 1 TO 2 DIA.

* REFER TO PROPOSED STRUCTURE SCHEDULE FOR STRUCTURE
  STATION, OFFSET, RIM ELEVATION, AND INVERTS.

RESTRICTOR TYPE AS NOTED

IN RESTRICTOR TABLE
MANHOLE, TYPE A

6’, STD. 602406

7’, STD. 602411

8’, STD. 602416

9’, STD. 602421

OUTLET PIPE

 5/8 " STEEL

RESTRICTOR PLATE

 5/8 " STEEL

RESTRICTOR PLATE

3’ x 3’ STEEL ANGLE (TYP.)

EXPANSION ANCHOR

FOR  3/8 " STUD (TYP.)

 3/8 " - 16NC STAINLESS

STEEL STUD W/ NUT (TYP.)

4 PER VERTICAL

3 PER HORIZONTAL

BOLT LOCATIONS

RESTRICTOR PLATE

CUT LATERAL SEWER
CONNECTION FLUSH
WITH INSIDE WALL 
OF MAIN SEWER

REST BELL SECTION OF
PROPOSED CONNECTION
PIPE AGAINST OUTSIDE
OF MAIN SEWER

INCIDENTAL TO STORM SEWER INSTALLATION

NOT TO SCALE

INLET PIPE OUTLET PIPE

OUTLET PIPEINLET PIPE

2 - 24" DIA. OPENINGS

IN FLAT SLAB TOP

WITH 2 TYPE 1 FRAMES 

AND OPEN LIDS

PROPOSED LATERAL PIPE

(SIZES VARY 4"-15" DIA.)

DIRECT CONNECTION DETAIL

NOTE:
CORE DRILL HOLE IN R.C. PIPE
TO DIAMETER CONSISTENT WITH ENTRANT
PIPE DIAMETER AND JOINT METHOD.

PROVIDE FLEXIBLE
WATERTIGHT JOINT
AS APPROVED BY
ENGINEER

REINFORCED CONCRETE
PIPE GREATER THAN 27" DIA.
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