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STA. 1004+80.00

22’ RT
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RAMP A
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RAMP B

TOLLWAY DEMOLITION AND TEMPORARY LIGHTING PLAN

ILLINOIS ROUTE 59 AT INTERSTATE 88

NEW TOLLWAY LIGHTING

CONTROLLER "C" 200A

ON TYPE "B" FOUNDATION

STA. 8998+45.00

33’ RT

NOTE 4

STA. 8998+45

43’ RT

NOTE 4

STA. 8997+33

37’ RT

D

SERVICE TRANSFORMER

ON COMED POLE

NOTE 5

1.

2.

3.

4.

5.

D
ELECTRIC CABLE, 600V (XLP-TYPE USE) (3)1/C NO. 3/0 IN UNDERGROUND CONDUIT,

PVC, 3" DIA.

TOLLWAY CABLEDUCT SCHEDULE

562

LT-07

COORDINATE REMOVAL OF EXISTING UNDERPASS LIGHTING WITH THE

REMOVAL OF THE STRUCTURE.

EXISTING LIGHTING CONTROLLER SHALL REMAIN ACTIVE UNTIL

ALL LIGHTING IS TRANSFERED TO THE NEW CONTROLLER.

COORDINATE THE REMOVAL OF EXISTING CONTROLLER WITH ALL TRADES.

FOR SYMBOL LIST AND GENERAL ELECTRICAL NOTES, SEE SHEET LT-6.

NEW TOLLWAY LIGHTING CONTROLLER SHALL BE INSTALLED AND TEMPORARY

AERIAL CONNECTIONS SHALL BE PROVIDED TO ALL TEMPORARY AND EXISTING

TO REMAIN LIGHTING UNITS. AERIAL CABLES SHALL BE RUN DOWN THE

TEMPORARY WOOD POLE UNDERGROUND AND THROUGH THE CONDUIT ELBOWS

IN THE CONTROLLER FOUNDATION TO THE PROPER CIRCUIT BREAKERS. AERIAL

CONNECTIONS SHALL BE REMOVED AFTER ALL NEW LIGHTING UNITS AND

WIRING BECOME FUNCTIONAL.

FOR COMED SERVICE TO NEW LIGHTING CONTROLLER, SEE DETAIL ON SHEET LT-19.
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