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AERIAL CABLE ATTACHED

TO STRUCTURE DETAIL
NOT TO SCALE

NOTES:

SEE DRAWING E15 FOR AERIAL CABLE

ATTACHED TO BEAM LOCATION.

COST OF SPLICES AND MOUNTING

HARDWARE SHALL BE INCLUDED IN THE

UNIT PRICE FOR AERIAL CABLE.
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