POLE GROUNDING LUG

CONTINUOUS INSULATED
COPPER GROUND OF

SPECIFIED SIZE
IN UNIT DUCT 9
o

LUMINAIRE

INSULATED COPPER
CONDUCTORS OF
SPECIFIED SIZE
IN UNIT DUCT

CONTROLLER

480 V 10

TYPICAL WIRING DIAGRAM

THE 8S0821064R006.7 (STA. 262+36) SIGN
LIGHTING AND ASSOCIATED CABLES TO

THE END SUPPORT HANDHOLE WILL BE REMOVED.

CABLES FOR EXB1 A&B, EXB3 A&B AND EXB5 A&B

SHALL REMAIN SPLICED TOGETHER
IN THE END SUPPORT HANDHOLE.
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CONTROLLER *17
#*6AWG =UNIT DUCT, 600V, 2-1C NO.6, 1/C NO.6 GROUND, — ——— EXISTING

(XLP-TYPE USE), 1" DIA. POLYETHYLENE OR PROPOSED

ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)

3-1/C NO. 6

*4AWG  =UNIT DUCT, 600V, 2-1C NO.4, 1/C NO.4 GROUND,

(XLP-TYPE USE), 1" DIA. POLYETHYLENE OR

ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)

3-1/C NO. 4

#2AWG  =UNIT DUCT, 600V, 2-1C N0.2, 1/C NO.2 GROUND,

{(XLP-TYPE USE), 1 1/4’" DIA.POLYETHYLENE OR

ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)

3-1/C NO. 2 14 OF 16
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