
 

 

 

  

 

 

   

 

   

 

 

 

   

 

 

  

PROPOSED LIMITS OF

CONSTRUCTION

~ SURVEY & CONSTRUCTION

1500N (CH 20)

~ SURVEY & CONSTRUCTION

FAP 407 (IL RTE 336)

PROPOSED LIMITS OF

CONSTRUCTION

4

SCALE IN FEET
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EXISTING ROW LINE

EXISTING ROW LINE

PROPOSED ROW LINE

PROPOSED ROW LINE

AFC ILLINOIS II, LLC

SCOTT E. & LAURA BETH MILLER

SEC 14, T 6 N, R 3 W, 4th PM

SEC 23, T 6 N, R 3 W, 4th PM

AFC ILLINOIS II, LLC AFC ILLINOIS II, LLC

JAMES A. & SHELLEY L. STANDLEY

PROPOSED 12" PVC FINISHED

WATER MAIN

PROPOSED 20" PVC RAW

WATER MAIN1
0
’

T
Y

P5
’

T
Y

P

EXISTING 12" PVC FINISHED

WATER MAIN TO BE ABANDONED

EXISTING 20" SPIRAL-WOUND STEEL

RAW WATER MAIN TO BE ABANDONED

PROPOSED 6" PVC SANITARY

SEWER FORCE MAIN

5
’

T
Y

P
PROPOSED 6" PVC SEWER FORCE

MAIN IN 12" STEEL CASING

PROPOSED 12" PVC FINISHED

WATER MAIN IN 20" STEEL CASING

PROPOSED 20" PVC RAW WATER

MAIN IN 30" STEEL CASING

END 12" STEEL CASING

AT MANHOLE

END 30" STEEL CASING

AT MANHOLE

END 30" STEEL CASING

AT MANHOLE

END 20" STEEL

CASING AT

MANHOLE

END 20" STEEL

CASING AT

MANHOLE

6" SANITARY SEWER

FORCE MAIN

INSTALLATION BY

DIRECTIONAL BORE

+
0
0

PROPOSED WATER SERVICE

LINE 2", (BORED) - 1 EACH

PROPOSED CURB BOX

STA 5015+85, 132.7’ LT

PROPOSED AIR RELEASE

VALVE, 1-EACH

STA 5021+60, 65.0’ LT

PROPOSED AIR RELEASE

VALVE, 1-EACH

EXISTING 6" SANITARY SEWER

FORCE MAIN TO BE ABANDONED

STA 5015+85, 143.3’ LT

FIRE HYDRANT

COMPLETE, 1-EACH

STA 5021+60, 75.0’ LT

FIRE HYDRANT

COMPLETE, 1-EACH

STA 5012+50, 140.0’ RT

PROPOSED SEWAGE

AIR/VACUUM VALVE

COMPLETE, 1-EACH STA 5022+00, 48.8’ RT

PROPOSED SEWAGE

AIR/VACUUM VALVE

COMPLETE, 1-EACH

STA 5011+32.3, 138.5’ RT

4’ DIA MANHOLE (A-1-C) W/ FST

STD 602401, 602601, 604001

LID 710.31

INV 697.29

STA 5009+87.9, 133.8’ LT

5’ DIA MANHOLE (A-1-C) W/ FST

STD 602401, 602601, 604001

LID 711.30

INV 698.47

STA 5009+96.1, 143.9’ LT

4’ DIA MANHOLE (A-1-C) W/ FST

STA 602401, 602601, 604001

LID 711.26

INV 699.04

STA 5014+45.4, 151.1’ LT

4’ DIA MANHOLE (A-1-C) W/ FST

STA 602401, 602601, 604001

LID 710.34

INV 694.03

STA 5014+34.3, 141.0’ LT

5’ DIA MANHOLE (A-1-C) W/ FST

STD 602401, 602601, 604001

LID 710.36

INV 693.48

SECTION COUNTY

ILLINOIS FED. AID PROJECT

 407  MCDONOUGH 671 170

TOTAL

SHEETS

SHEET

NO.RTE.

         (55-3)A         

CONTRACT NO. 68A42

SHEET NO. 3  OF 6 SHEETS STA. 5009+00    TO STA. 5024+00    SCALE: 1" = 50’-0"

STATE OF ILLINOIS

DEPARTMENT OF TRANSPORTATION

FILE NAME

V:\Transportation\2891\Grading Plans\2891UTIL002(CH20).dgn

jdeenUSER NAME =

PLOT SCALE = 100.0000 ’ / IN.

PLOT DATE = 12/12/2012

=

DATE

DESIGNED

CHECKED

DRAWN

-

-

-

-

REVISED -

-

-

-

REVISED

REVISED

REVISED

F.A.P.

FAP 407 (IL RTE 336)

UTILITY PLAN 1500N (CH 20) - STA 5009+00 TO STA 5024+00
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