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5.  "2/C#18SH" REPRESENTS "2 CONDUCTOR #18 SHIELDED CABLE".

 

    SEALED WITH NON-SHRINK GROUT.

4.  ALL FLOOR & WALL PENETRATIONS SHALL BE CORE DRILLED &

 

    SHALL BE GROUTED GAS TIGHT.

    FLOOR SLAB, BETWEEN HAZARDOUS AND/OR NON-HAZARDOUS AREAS

3.  ALL CONDUIT AND PIPE PENETRATIONS, THROUGH WALL AND/OR

 

    OTHERWISE NOTED.

2.  ALL CONTROL CABLES SHALL BE AWG NO. 14 STRANDED, UNLESS

 

   GENERATOR BUILDING ROOM SHALL BE NON-HAZARDOUS.

1.  ALL ELECTRICAL INSTALLATION IN THE  ELECTRICAL CONTROL/
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