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 10' CITY OF AURORA UTILITY EASEMENT12" MJ 45° BEND

PROPOSED 12" DIP WATER MAIN

PROPOSED WATER MAIN PLAN - ADVANCED WORKJMA

AND MORTAR

WATER MAIN WITH BRICK 

CUT AND CAP EXISTING 12"

WITH 2" WHIP FOR FLUSHING AND TESTING

VV#1 PROPOSED 12" MJ VALVE IN 60" VALVE VAULT

 

TEST AND CHLORINATION OF NEW 12" MAIN

AFTER SUCCESSFUL COMPLETION OF THE PRESSURE

CONNECTION TO EXISTING 12" TO BE COMPLETED

PRIOR TO BIDDING

FAMILIAR WITH EXISTING SITE CONDITIONS

EXCEED 5.5'. CONTRACTOR SHALL BECOME

*DEPTH OF EXISTING WATER MAIN MAY

(BY OTHERS)

VAULT AFTER CONNECTION AT 133+60

REMOVE EXISTING VALVE AND 

(BY OTHERS)

FIRE HYDRANT TO BE REMOVED

(BY OTHERS)

AFTER CONNECTION AT 133+60

WATER MAIN TO BE REMOVED  

CITY OF AURORA

2 5
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