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EXISTING VALVE

 

PERM EASEMENT

 

5
0
'

 

PROPOSED 12" DIP WATER MAIN

12"x12" MJ TEE

FIRE HYDRANT RELOCATION

 

PROPOSED 12" PRESSURE CONNECTION IN 60" VALVE VAULT

 20'

CAP ON END OF HYDRANT LEAD.

REMAIN IN PLACE. INSTALL 6" MJ

EXISTING AUXILARY VALVE TO 

RELOCATE EXISTING FIRE HYDRANT

WITH BRICK AND MORTAR

PLUG EXISTING 12" 

EXISTING SIGN, LOCATION TO BE FIELD VERIFIED

MJ 45° BEND

PROPOSED 12" 

IN 60" VALVE VAULT

PROPOSED 12" VALVE 

WITH 12" MJ CAP.

CUT AND CAP EXISTING

 OF THE NEW 12" MAIN.

OF THE PRESSURE TEST AND CHLORINATION

TO BE COMPLETED AFTER SUCCESSFUL COMPLETION

TO VERIFY 12" MAIN LOCATION OF EXISTING. 

CONNECT TO EXISTING 12" MAIN. CONTRACTOR

10' CITY OF AURORA UTILITY EASEMENT

SIGNALS   

PROPOSED TRAFFIC 

53

CITY OF AURORA

(BY OTHERS)

STEEL CASTING 
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