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4" RGC, 45'

4" RGC, 28'

COMBINATION POLE

COMBINATION POLE

COMBINATION POLE

COMBINATION POLE

131st ST INTERSECTION

STA. 17+17, 9' SETBACK
STA. 15+39, 5' SETBACK

STA. 13+41, 16' SETBACK

STA. 15+39, 12' SETBACK
STA. 17+14, 12' SETBACK

STA. 21+46, 9' SETBACK

STA. 19+90, 9' SETBACK

STA. 19+90, 9' SETBACK

STA. 23+46, 15' SETBACK STA. 25+46, 12' SETBACK

4" RGC, 114'

(3) 4" RGC, 93'

C117.E.2 (RECP R5)

C117.F.1 (RECP R6)
C117.E.1 (RECP R5)

C117.E.3 (RECP R5)
C117.F.2 (RECP R6)

C117.H.2 (RECP R8)

C117.G.2 (RECP R7) C117.H.1 (RECP R8)

DAD
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1"=50'

131st STREET PROPOSED ROADWAY LIGHTING PLAN

11 10+00 28+00

E-7

C117.G.3 (RECP R7)

C117.G.1 (RECP R7)

4" RGC, 87'

STA. 353+24, 13' SETBACK

200A, 240/480V, 1}, 3W

CONTROLLER "C117"

PROPOSED LIGHTING

CONTROLLER "ZP"

TRAFFIC/LIGHTING

PROPOSED COMBO

ZP.A.1

ZP.B.1

ZP.A.2

ZP.B.2

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)
1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

1" UD, 4-1/C #10, 1/C #10 GND (COMBO LITE)

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)


