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STA. 326+18, 9' SETBACK

STA. 331+10, 9' SETBACK

STA. 333+40, 9' SETBACK

STA. 335+80, 9' SETBACK STA. 338+20, 9' SETBACK
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PROPOSED ROADWAY LIGHTING PLAN - STAGE 3

US-45 (LaGRANGE ROAD)
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E-24

C115.B.5 (RECP R2) C115.A.5 (RECP R1)
C115.B.4 (RECP R2)

C115.A.4 (RECP R1)

C115.B.3 (RECP R2)

C115.B.2 (RECP R2)

C115.A.3 (RECP R1) C115.G.1 (RECP R7)

C115.H.1 (RECP R8)
C115.G.2 (RECP R7)

C115.H.2 (RECP R8)

C115.A.1 (RECP R1)

(2) 4" RGC, 105'

COMBINATION POLE

COMBINATION POLE

(2) 4" RGC, 62'

C115.D.1 (RECP R4)C115.C.2 (RECP R3)C115.D.2 (RECP R4)C115.C.3 (RECP R3)
C115.D.3 (RECP R4)

C115.E.1 (RECP R5)

C115.F.1 (RECP R6)

C115.E.2 (RECP R5) C115.F.2 (RECP R6)

C115.C.1 (RECP R3)

UNIT FOUNDATION DETAILS.

DETAILS. SEE DRAWING E-46 FOR PROPOSED LIGHTING

SEE DRAWING E-47 FOR PROPOSED LIGHTING UNIT

HIGH VOLTAGE LINE.

BY COMED, BETWEEN THE POLE AND THE CLOSEST COMED

HORIZONTAL CLEARANCE OF 50 FEET, OR AS DIRECTED

CONTRACTOR SHALL INSURE THAT THERE IS A MINIMUM

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND

200A, 240/480V, 1}, 3W

CONTROLLER "C115"

PROPOSED LIGHTING

COMBINATION POLE

1" UD, 4-1/C #10, 1/C #10 GND (COMBO LITE)

ZR.B.1

ZR.A.2

CONTROLLER "ZR"

TRAFFIC/LIGHTING

PROPOSED COMBO

ZR.A.1

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(2) 1•" UD, 3-1/C #2, 1/C #4 GND (LITE) (RECP)

(NOTE 2)

STA. 324+35, 10' SETBACKSTA. 320+30, 10' SETBACKSTA. 318+20, 10' SETBACKSTA. 315+90, 10' SETBACK
STA. 313+50, 10' SETBACK

4" RGC, 112'


