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STA. 15+39, 5' SETBACK
STA. 17+17, 9' SETBACK

4" RGC, 47'

STA. 13+41, 16' SETBACK

STA. 15+39, 12' SETBACK
STA. 17+14, 12' SETBACK

(3) 4" RGC, 93'

COMBINATION POLE

COMBINATION POLE

FOR CONTINUATION

SEE DRAWING E-25

CONTINUATION

E-25 FOR

SEE DRAWING

PER DRAWING E-46.

RADIUS PVC CONDUIT RACEWAY ELBOWS IN FOUNDATION

CONTRACTOR TO FURNISH AND INSTALL (3) 3•" x 36"

UNIT FOUNDATION DETAILS, UNLESS NOTED OTHERWISE.

DETAILS. SEE DRAWING E-46 FOR PROPOSED LIGHTING

SEE DRAWING E-47 FOR PROPOSED LIGHTING UNIT

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND

C117.F.1 (RECP R6)
C117.E.1 (RECP R5)

C117.F.2 (RECP R6)
C117.E.3 (RECP R5)

C117.G.3 (RECP R7)

C117.G.1 (RECP R7)

C117.E.2 (RECP R5)
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131st STREET PROPOSED ROADWAY LIGHTING PLAN - STAGE 3

11 10+00 20+00

E-26

200A, 240/480V, 1}, 3W

CONTROLLER "C117"

PROPOSED LIGHTING

1" UD, 3-1/C #10, 1/C #10 GND (COMBO LITE)

120/240V, 1}, 3W

LIGHTING CONTROLLER "ZP"

PROPOSED COMBINATION

ZP.A.1

ZP.B.1

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

1•" UD, 3-1/C #2, 1/C #4 GND (RECP)

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)

ZP.A.2

ZP.B.2

1‚" UD, 3-1/C #6, 1/C #8 GND (LITE)


