
WALL ELEVATION

FOOTING PLAN
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3 Panels at 30'-0" = 90'-0" 3 Panels at 30'-0" = 90'-0"

Elev. 708.85

Sta. 330+47.27 Elev. 708.97

Sta. 330+77.07

Elev. 709.15

Sta. 331+06.88

Elev. 709.39

Sta. 331+36.70

Elev. 709.68

Sta. 331+66.51

Elev. 710.03

Sta. 331+96.33

Elev. 708.79

Sta. 330+17.46

(Looking at F.F. of Wall)
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6 Panels at 30'-0" = 180'-0"

~ •" Exp. Jt.

~ •" Exp. Jt.

~ •" Exp. Jt.

Elev. 693.50

Elev. 692.50

Elev. 689.50

3'-0"

1'-0"
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-
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3'-0"

3'-0"

61-#7 t700(E) bars at 6" cts. Top

31-#6 t702(E) bars at 12" cts. Bot.

121-#7 t700(E) bars at 6" cts. Top

61-#6 t702(E) bars at 12" cts. Bot.

301-#8 t703(E) bars at 6" cts. Top

151-#6 t704(E) bars at 12" cts. Bot.

  

 

 

13-#5 w722(E) bars at 12" cts. Bot.

13-#5 w721(E) bars at 12" cts. Top

 

13-#5 w724(E) bars at 12" cts. Bot.

13-#5 w723(E) bars at 12" cts. Top

B.F.

F.F.

31-#5 n704(E) bars

(Typ. Panels 6 thru 11)

at 12" cts. F.F.

31-#5 v711(E) bars

at 12" cts. F.F.

31-#5 v714(E) bars

(Typ. Panels 7 & 8)

at 12" cts. F.F.

61-#8 v706(E) bars

(Typ. Panels 9 thru 11)

at 6" cts. B.F.

61-#5 v707(E) bars

at 6" cts. B.F.

61-#5 v708(E) bars

(Typ. Panels 10 & 11)

at 6" cts. B.F.

31-#5 v715(E) bars

(Typ. Panels 9 & 10)

at 12" cts. F.F.
31-#5 v716(E) bars

at 12" cts. F.F.

(Typ. Panels 9 thru 11)

at 6" cts. B.F.

61-#8 n702(E) bars
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E

Typ.

Detail 1

Min. Lap

6
"

for Structures 4"

Pipe Underdrains

5
"

Pipe Sleeve

8" }

9
•
"

Pipe Sleeve

8" }typ.

Const. Jt.

F.F. = Front Face of Wall

B.F. = Back Face of Wall

E.F. = Each Face of Wall

1 = Panel No.

F.F. of wall

Measured along

Drain Outlet

4" } Pipe Drain Outlet

4" } Pipe

N

NOTES

5.

4. 

3.

2.

1.

2'-11"

at 12" cts. Bot.

13x3-#5 w702(E) bars

at 12" cts. Top

13x3-#5 w709(E) bars

at 12" cts. Bot.

17x6-#5 w704(E) bars

at 12" cts. Top

17x6-#5 w711(E) bars

2'-11" Min. Lap Top

2'-7" Min. Lap Bot.

at 12" cts. Top & Bot.

13-#5 w701(E) bars

Sta. 331+96.33

Matchline

Matchline

Sta. 330+17.46

at |12" cts. E.F.

15-#5 h700(E) bars

at |12" cts. E.F.

16-#5 h700(E) bars

at |12" cts. E.F.

16-#5 h701(E) bars

(Typ. Panels 9 & 10)

at |12" cts. E.F.

20-#5 h700(E) bars

at |12" cts. E.F.

20-#5 h701(E) bars

1'-0"

1'-0"

1 line of bars with 3 lengths per line.

Bars indicated thus 1 x 3-#8 etc. indicates

For Railing Details see Sheet 9.

For Sections D-D & E-E see Sheet 7.

For Typical Details see Sheet 2.

For Bar List & Detail 1 see Sheet 8.

Elev. 695.75

Inv.

Elev. 695.13

Inv.
Elev. 694.83

Inv.

Elev. 692.58

Inv.

Elev. 692.13

Inv.
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PMH

MJL

PMH

MJL

61-#5 v704(E) bars 61-#5 v701(E) bars

(Typ. Panels 7 & 8)

at 6" cts. B.F.at 6" cts. B.F.

FILE NAME USER NAME =

PLOT SCALE =

PLOT DATE =

= REVISED -

-

-

-

REVISED

REVISED

REVISED

              

              

              

              

SECTION COUNTY

ILLINOIS FED. AID PROJECT

                       

TOTAL

SHEETS

SHEET

NO.RTE.

                      

CONTRACT NO.      DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS

F.A.  DESIGNED -

-

-

-

CHECKED

DRAWN

CHECKED    

016Z007-60M62-004-pln.dgn

Anthony_Plutz

16:0.0004 ':" / in.

3/13/2013 12

P

    330 103R-5 COOK     778 465

60M62

 

F
A

X
 
(3

12
)-
9
3
9
-4

19
8

T
E

L
 
(3

12
)-
9
3
9
-1
0
0
0

C
H
IC

A
G

O
 
IL
,  
 6

0
6
0
6

 
 

S
U
IT

E
 
5
0
0

10
0
 
S
.  
 W

A
C

K
E

R
 

D
R
.

  

 

 

 

   

 

 

 

  

9
'-

1"

LEGEND

12
'-

10
"

7"
14 Rail Posts at 6'-10" spa. = 88'-10" 7" 7" 7"14 Rail Posts at 6'-10" spa. = 88'-10"

61-#8 n705(E) bars

(Typ. Panels 6 thru 8)

at 6" cts. B.F.

STRUCTURE NO. 016-Z007

DETAILED PLAN AND ELEVATION 2


