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(E)TYPE 2 CABINET PEDESTAL MOUNTED

(E)TELEPHONE SERVICE

7FDDC 111650

1768 ARMITAGE

(E)26FT. OF 2IN. P-DUCT
(E)26FT. OF 2IN. P-DUCT

(E)35FT. OF 2IN. GS-CONDUIT PUSHED

(E)32FT. OF 2IN. GS-CONDUIT PUSHED(S)(E)28FT. OF 1�IN. P-DUCT(S)

CENTERED ON RAMP(S)

(E)39FT. OF 1�IN. P-DUCT(S)

(E)6FT. DIA. INDUCTION LOOP IN LANE 2(S)(E)36FT. OF 1�IN. P-DUCT(S)

(E)TYPE 3 CABINET ON TYPE "D" FOUNDATION. CAB.52(S)(E)436FT. OF 2IN. P-DUCT(S)(E)206FT. OF 1�IN. P-DUCT(S)

(E)4IN. SURVEILLANCE DUCT IN BARRIER WALL(R)

(E)J-BOX AT STATION 416+93(R)

(E)6FT. DIA. INDUCTION LOOP IN LANE 2(N)

(E)350FT. OF 2IN. P-DUCT(N)
(E)42FT. OF 1�IN. P-DUCT(N)

J

(E)J-BOX AT STATION 416+93(R)

(E)FLASHER(N)

(E)219FT. OF 1�IN. P-DUCT(N)

(E)280FT. OF 2IN. P-DUCT(N)

(E)340FT. OF 2IN. P-DUCT(S)

(E)TYPE 2 CABINET PEDESTAL MOUNTED ON TYPE "A" FOUNDATION(S)

(E)37FT. OF 2IN. P-DUCT(S)

(E)J-BOX AT STATION 425+00(R)

(P)6FT. DIA. INDUCTION LOOP IN EACH LANE(R)

(E)J-BOX AT STATION 424+87(R)

(E)171FT. OF 1�IN. P-DUCT(N)

(E)6X10FT. INDUCTION LOOP CENTERED ON RAMP(N)

(E)159FT. OF 1�IN. 
P-DUCT(N)

(E)235FT. OF 1�IN. P-DUCT(N)

(E)RAMP METERING TYPE "A"(N)

(E)HDHH(N)

H

H

H

(E)RAMP METERING TYPE "A"(S) STA. 14+50

(E)6X8FT. INDUCTION LOOP

(E)19FT. OF 2IN. P-DUCT(S)

STA. 14+70

(E)6X8FT. INDUCTION LOOP CENTERED ON RAMP(S)
(E)FLASHER(S) STA. 17+67

(E)2X108FT. OF 2IN. GS-CONDUIT TRENCHED(N)
H

H

(E)6X9FT. INDUCTION LOOP CENTERED ON RAMP(N)

ON TYPE "A" FOUNDATION. CAB.43(N) STA. 217+26
H

(E)158FT. OF 2IN. GS-CONDUIT ATT. TO STRUCTURE

(E)6X10FT. INDUCTION LOOP CENTERED ON RAMP(N) STA. 3+09

(E)15X1FT. INDUCTION LOOP CENTERED ON RAMP(N)

H

(E)HDHH(S) STA. 317+62

(E)69FT. OF 2IN. GS-CONDUIT PUSHED(S)

(E)HDHH(S)
H

(E)HDHH(S)

(E)309FT. OF 2IN. P-DUCT(N)

(E)TYPE "C" SERVICE, REPLACED(S)

(E)20FT. OF 2IN. P-DUCT

(E)4 IN. GS-CONDUIT TRENCHED(N)
(E)HDHH(N)

(E)HDHH(N) STA. 217+26

(E)153FT. OF 2IN. GS-CONDUIT ATT. TO STRUCTURE(N) ABANDONED

(E)135FT. OF 1�IN. P-DUCT(S)

(E)121FT. OF 2IN. GSC ATT. TO STR.(S)(E)162FT. + 112FT. OF 2IN. GSC ATT. TO STR.(S)

H

(E)157FT. OF 2IN. P-DUCT(N)

(E)TYPE 3 CABINET ON TYPE "D" FOUNDATION.CAB.45(N) STA. 224+00

(E)35FT. OF 2IN. GS-CONDUIT PUSHED(N). STA. 7+00

(E)6X10FT. INDUCTION LOOP CENTERED ON RAMP(S) STA. 16+66

(E)67FT. OF 2IN. GS-CONDUIT PUSHED(S) STA. 325+94

(E)205FT. OF 1�IN. P-DUCT(S)

(E)15X8FT. INDUCTION LOOP CENTERED ON RAMP(S)
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