
NOT TO SCALE

6
"

SERVICE INSTALLATION

TO CONTROLLER

COPPER WIRE

NO. 6 BARE

8’ LONG

GROUND ROD

NEMA 4X ENCLOSURE

CIRCUIT BREAKER, 50A, 1P

TYPE A 

~ METER

CONDUIT STRAPS AT 5’ INTERVAL

1" GSC FOR SEERVICE CABLE

5’ INTERVAL

CONDUIT STRAPS AT

 
 

(30’ MIN.)
WOOD POLE

5
’-

6
"
+

EXOTHERMIC CONNECTION

 1/2 " GALVANIZED CONDUIT

DETAIL

SECTION COUNTY

ILLINOIS FED. AID PROJECT

 600   MADISON          

TOTAL

SHEETS

SHEET

NO.RTE.

   60-(30.31.128)-3   

CONTRACT NO. 76B85

STA.            TO STA.            SCALE: 1" = 20’ 

DEPARTMENT OF TRANSPORTATION

STATE OF ILLINOIS

FILE NAME

c:\pw_work\pwidot\prestonme\d0138454\D876B85-sht-ts.dgn

prestonmeUSER NAME =

PLOT SCALE = 40.0000 ’ / in.

PLOT DATE = 2/11/2013

=

DATE

DESIGNED

CHECKED

DRAWN

-

-

-

-

REVISED -

-

-

-

REVISED

REVISED

REVISED

   

   

   

        

F.A.P.              

              

              

              

 

  

 
 

         IL ROUTE 159         

      TRAFFIC SIGNAL DETAILS     

SHEET NO. 10 OF 12 SHEETS

299529


