UTILITY SERVICE
POLE OR MOUNTED TRANSFORMER
120/240 VOLT, 1 PHASE, 3 WIRE
ELECTRIC CABLE [N CONDUIT
600V (XLP — TYPE USE) 3—1/C NO. 3/0
2—1/2" DIA. CONDUIT, GALVANIZED STEEL (+ 80 FT)
PROPOSED LIGHTING CONTROLLER, SPECIAL

WELLINGTON 200 AMP 120/240 VOLT, 1 PHASE, 3 WIRE
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POLYETHYLENE DUCT BORED AND PULLED, 1—1/2" DIA (IYP)
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ELECTRIC CABLE IN CONDUIT 600V (XHHW—2)

FULL PIGMENTED COLOR CODED CABLE

RED/BLACK/WHITE — LIGHTING CIRCUIT
ORANGE/BLUE/WHITE WITH BLACK TRACE—FESTOON CIRCUITS
GREEN—GROUNDING
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