1:\AIRPORTS\COLES\07A0101\CAD\SHEETS\R—141ELE.DWG — DUCT PLAN

MAY 14, 2008 11:44 AM KINCACQ394

N ~, . 1 —\
N Y R 0 & W= S LEGEND CO053 |,
O ki R = XISTNG | | Z
~~ e %X Xﬁ%—-——*x X - X 0T VAULT /D L7 EXISTING PAVEMENT
mo T Fa N S i
Q | E ' 4 ~ L1 exsting BUILDINGS
% ;
EXISTING ELECTRICAL , z
MANHOLE: (o}
l EXISTING ELECTRICAL DUCT TO BE REMOVED @
"y N it
%%g%%‘%%w y ' ] A EXISTING TELEPHONE LINE 4
PROPOPSED MANHOLE #4 |} I TN <proposeD MaNHOLE " , ——W——" EXISTING WATER LINE
(aR110710)] | Hi | @rit0710) G EXISTING GAS LINE "
PROPOSED LOW VOLTAGE 6-~WAY CONCRETE ) =
ENCASED DUCT (ART70506) — 125 LF. ] l EXISTING FIXED BASE —%— EXISTING FENCE S
2|
PROPOSED HIGH VOLTAGE 6-WAY CONGRETE gy s E R OPERATOR HANGAR — — == EXISTING ELCTRICAL CABLES p o
ENCASED DUCT (AR110506) ~ 125 LF. ( . EXISTING STORM. SEWER 8
- P 4
XISTING ELECTRICAL HANDHOLE #3 W;‘ ]| > EXSTING SANTARY SEWER g
) 4 -
T i 'r Q EXISTING FIRE HYDRANT <
1 "
/ J le—1 = @ EXISTING ELECTRICAL MANHOLE OR HANDHOLE 3
LI - [+
U, = I ) ( HLE . I S e B EXSTING TELEPHONE PEDESTAL &
h ! = —‘-T a
EXISTING AIRPORT ROTATING BEACON P
o — vt S —— e — x B s g
- Ep— . = 7 — = : y ¥ F Y 5V w % == v EXISTING FLOOD LIGHTS
— ZEEEEEM:;; S s —— I — -’ 2 EXISTING INLET
e e~ - - L ,| ROPOSED MANHOLE #2
) AL (awrnion) o EXISTING STAKE MOUNTED TAXIWAY LIGHTS 2
~
' ' ' . . ‘ . ' EXISTING BASE MOUNTED TAXIWAY LIGHTS é
Hﬁggggfg {%Ecmscm. ROPOSED PCC ENGASED PROPOSED Mach-:%% 1#55 E=  EXISTING TAX! GUIDANCE SION 3
( AR11061 0) 2~WAY ELECTRICAL DUCT © EXISTING MANHOLE &
377 LF. (AR110502) o
THE PROPOSED DUCT l ) EXISTING TIE DOWN
WILL FOLLOW THE
ALIGNMENT OF THE o EXISTING UNDERDRAIN CLEANOUT 38|88
EXISTING ELECTRICAL CO oo
DUCT TO BE REMOVED. e PROPOSED ELECTRICAL DUCT o 5%%
< (=]
ISTING HIGH VOLTAGE DUCT TO BE ABANDONED ‘ ‘ @ PROPOSED ELECTRICAL HANDHOLE/MANHOLE E =
L) =z
e s e
PROPOPSED. LOW VOLTAGE 6-WAY CONCRETE ENCASED DUCT ~ g °§ 52 B
340 LF. (AR110506) FURNISH & INSTALL 3-1/C #6 XLP-USE . s S
600V CA(BLE F'ROM)VAULT TO LOW VOLTAGE M{\NH#OLE #6 FOR ROPOSED HIGH VOLTAGE 6-~WAY CONCRETE ENCASED DUCT - 355 a1 5" c\:
WIND TEE AND WIND CONE POWER FEED (AR108086)_. LF. (AR110506) FURNISH & INSTALL 20-1/C #8 5KV L-824 CABLE bl A =z a
FROM VAULT TO HIGH VOLTAGE MANHOLE #3, (AR108108). L SIHH
g8 33 |58
1] 1] 1] L] L L] =
L] 1] 1] L) L] %
g
) . ] " ° ) ) . % '§§§
sBEE
< 5 £3¢
: g?ﬁ&?
HE g
SBde
Ci 886
A
© w
A Ei =
% ‘ =
- R I
7 - THE LOCATION, SIZE AND TYPE OF MATERIAL OF EXISTING UNDERGROUND UTILITIES < X
? ]
INDICATED ON THE PLANS IS NOT REPRESENTED AS BEING ACCURATE, SUFFICIENT OR O< -
SEE DETAL "C" | | COMPLETE. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE THE @2 Q
SHEET NG 10 \ ACTUAL LOCATION OF ALL SUCH FACILITIES; INCLUDING SERVICE CONNECTIONS TO ES (g3
| | ) UNDERGROUND UTILITIES, PRIOR TO CONSTRUCTION, THE CONTRACTOR SHALL NOTIFY OZ |8,
N | | \ | THE UTILITY COMPANIES OF HIS OPERATIONAL PLANS AND SHALL OBTAIN FROM THE mwo |93 %
t t RESPECTIVE UTILITY COMPANIES DETALLED INFORMATION AND ASSISTANCE RELATVE TO LE 587
o | THE LOCATION OF THEIR FACILITIES AND THE WORKING SCHEDULE OF THE COMPANIES Su |2k
FOR REMOVAL OR ADJUSTMENT WHERE REQUIRED, IN THE EVENT AN UNEXPECTED = |8
) | | UTILITY INTERFERENCE IS ENCOUNTERED DURING CONSTRUCTION, THE CONTRACTOR L= s
% & SHALL IMMEDIATELY NOTIFY THE UTILITY COMPANY OF JURISDICTION. THE ENGINEER : a - w
| | SHALL ALSO BE IMMEDIATELY NOTIFIED. ANY SUCH MAINS AND SERVICES SHALL BE 0 15 30 60’ wo
PROPOSED MANHOLE #6 RESTORED TO SERVICE AT ONCE AND PAD FOR BY THE CONTRACTOR AT NO — — o 8
(AR110715 . \__ ADDITIONAL COST TO'THE CONTRACT. ) FLF St SOAE T= 60
@) . A 2y
o o \C\ kK i - ‘—J ooy O LEI CALL JU.LLE. FOR UTILTY INFORMATION AT {-800-892-0123, FULL SIZE SCALE: 1= 30
P \

N\ A8 of 22 sheets J




