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EXISTING AND PROPOSED DRAINAGE PLAN

RAMP C

12

13

CL A 4 12 @ 0.99%

115.6’ STORM SEWER

CL A 2 12 @ 0.77%

89.4’ STORM SEWER

R

18A

19A

20A

12
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15

16

13

14

15

16

17

18A

19A

20A

CL A 4 10 @ 1.00%

43.0’ STORM SEWER

17

17A

17A

R

2 5

SE INV 575.03 (APPROX EX INV)
SW INV 575.10
NW INV 575.10
RIM 578.23 
CB TA 4 DIA T24F&G
STA. 11+21.07, 27.05’ RT (RAMP D)

NE INV 576.00 (APPROX FOR EX 12")
W INV 580.00
RIM 584.70 
CB TA 4 DIA T1F&G CL
STA. 113+42.73, 75.82’ LT (RAMP C)

INV 592.41
RIM 596.03 
CB TA 4 DIA T24F&G
STA. 115+73.60, 8.00’ RT (RAMP C)

INV=591.98
PRC FLAR END SEC 12
STA. 116+00, 31.00’ LT (RAMP C)

CL A 4 12 @ 1.00%

17.2’ STORM SEWER

CL A 4 12 @ 1.00%

3.0’ STORM SEWER

CL

PIPE UNDERDRAINS 4", 549 LF

PIPE UNDERDRAINS 4", 271 LF

CL A 4 10 @ 0.60%

13’ STORM SEWER

CL

CL

CL

CL

E. INV 578.33
S. INV 583.31
N. INV (EX 15") 577.42
RIM 588.22
CB TA 5 DIA T8G
STA. 117+47, 32.30’ LT (RAMP C)

INV 583.88
RIM 588.73
INLET TA T8G
STA. 117+70, 18.50’ RT (RAMP C)

N.W. INV 580.25
RIM 584.01
CB TA 4 DIA T8G
STA. 119+50, 20.00’ RT (RAMP C)

10
"

12"

1
2
"

W. INV 579.02
S.E. INV 579.02
RIM 585.58
CB TA 4 DIA T8G
STA. 118+50, 34.50’ LT (RAMP C)

ADJW NEW T24 F&G

PIPE UNDERDRAINS 4", 507 LF

4 SQ YD, CL A3

INV 574.57
RIM 577.80
INLET TA T8G
STA. 10+45.56, 33.06’ RT (RAMP D)

NE INV 575.13
RIM 578.50 
INLET TA T8G
STA. 11+19.82, 29.44’ RT (RAMP D)

126

S INV 574.49
EX. N INV 574.41+/- (CONTRACTOR TO FIELD VERIFY)
RIM 577.11 
MH TA 4 DIA T1F&G CL
STA. 10+32.2’, 21.0’ RT (RAMP D)

CL A 2 12 @ 1.04%

53.0’ STORM SEWER

PIPE UNDERDRAINS 4" (SPECIAL), 18 LF

15’ WIDE DITCH BOTTOM STA 117+00 TO 117+50
STORAGE PROVIDED=0.02 AC-FT

TOP OF BERM=590.53

STA 117+50

STORAGE DITCH CHECK

30’ WIDE DITCH BOTTOM STA 119+00 TO 119+50
STORAGE PROVIDED=0.03 AC-FT
TOP OF BERM=585.31
STA 119+50

STORAGE DITCH CHECK 

STORAGE DITCH CHECK DETAIL

2’

TOP OF BERM

FLOW

FLOW
3:
1 3:1VARIES

RIM 599.89
TYPE D INLET BOX, STANDARD 609006
STA. 113+44.35, 31.00’ LT (RAMP C)

INV 575.30
RIM 577.98SE 
INLET TA T24F&G
STA. 10+99.88, 27.37’ RT (RAMP D)

(SEE STD DETAIL 609006)

42.0’ PIPE DRAINS 12"
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