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IDOT ETP BUILDING

PROPOSED ANTENNA CABLE

DAN RYAN & W. 33RD ST.

IDOT ETP BUILDING

5

 1" = 10’

SCALE IN FEET
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PROPOSED 360 WORKSTATION

MONITORS

AUXILIARY DISPLAY

MOUNTED 32" LCD 

PROPOSED (2) CEILING
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EXISTING CCTV

HANDHOLE

CONCRETE FIBER OPTIC

EXISTING COMPOSITE

IN DROP CEILING

PROPOSED CABLES MOUNTED

FASTENED AS REQUIRED

ROUTED ABOVE DROP CEILING AND

1/C #12 GROUND IN �" EMT CONDUIT.

INSTALL 1/C #12, 1/C #12 NEUTRAL, &

20A-1P BREAKER CKT 35 IN PANEL RP-1B.
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AND FASTENED AS REQUIRED

ROUTED ABOVE DROP CEILING

IN �" EMT CONDUIT.

NEUTRAL, & 1/C #12 GROUND

INSTALL 1/C #12, 1/C #12

CKT 37 IN PANEL RP-1B.

EXISTING 20A-1P BREAKER

NEW CIRCUIT. CONNECT TO

120V-DUPLEX RECEPTACLE &

INSTALL NEW CEILING MOUNTED

PARTIAL SECOND FLOOR PLAN PARTIAL FIRST FLOOR PLAN

CONDUIT

TO ROUTE

FOUNDATION

CONCRETE

DRILL EXISTING

ETP BUILDING

ANTENNA ON

AT PROPOSED

ANTENNA AIMED

SURVEILLANCE CABINET

DISCONNECT BOX AND

BETWEEN THE EXISTING

APPROXIMATELY 650’

CONDUIT UNDERGROUND

OPTIC CABLE IN 1" HDPE

PROPOSED 12 STRAND FIBER

DECODER

PROPOSED VIDEOCAT-6

FOR ELEVATION VIEW

SEE SHEET   

FOR ONE LINE DIAGRAM

SEE SHEET   8

FOR ELEVATION VIEW

SEE SHEET   

FOR ONE LINE DIAGRAM

SEE SHEET   8

DAN RYAN & W. 33RD ST

IS ACCEPTABLE. 

DETERMINED THAT INTERFERENCE LEVEL 

UNLICENSED 5 GHz FREQUENCY AND 

INTERFERENCE FIELD TEST FOR AN

IDOT HAS PERFORMED A FREQUENCY

 

IDOT’S TRAFFIC CAMERAS THRU LINK.

TO VIEW VIDEO FROM UP TO 4 OF ANY OF 

ALL REQUIRED EQUIPMENT FOR IDOT ETP

SHALL COORDINATE, FURNISH AND INSTALL

RYAN SOUTH OF 33RD ST. CONTRACTOR

CATIONS CABINET ON WEST SIDE OF DAN

IDOT ETP AND THE PROPOSED COMMUNI-

INSTALL NEW MICROWAVE LINK BETWEEN

UNDERGROUND TO POLE

CABLE IN 2" HDPE CONDUIT

PROPOSED COAX ANTENNA

(SEE SHEET 11)
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MODIFY EXISTING DISCONNECT

3/C #6 XLP-TYPE USE (SEE SHEET 11)
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AND ROUTE THROUGH CLOSET

FOR PROPOSED ANTENNA CABLE

CORE SECOND FLOOR CMU WALL

ON SHEET 10)

OF BUILDING (SEE DETAIL

POLE MOUNTED TO SIDE 

ANTENNA ON NEW 10’ 

PROPOSED MICROWAVE

33RD ST.

POLE AT DAN RYAN/

PROPOSED ANTENNA 

ANTENNA AIMED AT 
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