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HDPE CONDUIT

PROPOSED 1"

FOUNDATION FOR

DRILL CONCRETE

EXISTING

EXISTING CONDITIONS SHOWN IN HALF TONE

PROPOSED CONDITIONS SHOWN IN BOLD

TO SURVEILLANCE CABINET

EXISTING 120V ELECTRIC SERVICE

EXISTING

EXISTING SURVEILLANCE

30 AMP

PROPOSED WIRING

ACCOMMODATE

REQUIRED TO

BLOCKS AS

DISTRIBUTION

UPGRADE POWER

50A

PHASE CONDUCTOR

NEUTRAL CONDUCTOR

GROUND CONDUCTOR

 

BREAKER

WITH NEW 50A-1P

30A-1P BREAKER

REPLACE EXISTING

WITH 3/C #6 CABLES

TO SURVEILLANCE CABINET

3/C #12 SERVICE CABLE

REPLACE EXISTING

WITH 1/C #6 WIRE

1/C #12 WIRE

REPLACE EXISTING

BREAKER

CIRCUIT

30A-1P

NEW

INSTALL

DETAILS (2 OF 3)

4
.0
’

SCOPE OF WORK

 

 

1.

SEPARATELY.

THE PROPOSED COMMUNICATION CABINET WILL BE PAID FOR 

THE EXISTING CONCRETE FOUNDATION AND CONDUIT/WIRING TO 

SERVICE DISCONNECT TO THE SURVEILLANCE CABINET. DRILLING 

EQUIPMENT AND APPURTENANCES", INCLUDING ALL WIRING FROM THE 

PROVISION SHALL BE PAID FOR UNDER "MODIFY EXISTING CABINET 

ALL WORK ON THIS DRAWING AND IN THE RELATED SPECIAL 

A NEW BRANCH CIRCUIT TO PROPOSED COMMUNICATIONS CABINET. 

WIRING/SERVICE DISCONNECT SHALL BE MODIFIED TO PROVIDE 

EXISTING SURVEILLANCE CABINET AND ASSOCIATED SERVICE 

CABINET (SEE SHEET 12)

CONDUIT TO PROPOSED RADIO

1/C #10 GROUND IN 1" HDPE

1/C #10, 1/C #10 NEUTRAL, &
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