
N.T.S.

19

GROUND ROD

GROUND WIRE AND �"x10’

#6 BARE STRANDED COPPER

WIRING DETAIL
N.T.S.

PHASE CONDUCTOR

NEUTRAL CONDUCTOR

GROUND CONDUCTOR

  

 

RADIO

POWER SUPPLY

-48VDC

800W HEATER

FAN

T

G

N

15A
SURGE PROTECTOR

COAXIAL CABLE

CABLE TO ANTENNA

COAXIAL ANTENNA

COMPONENT SCHEDULE

GROUND BUS

NEUTRAL BUS

TO GROUND ROD

1/C #6 BARE COPPER

DAN RYAN COMMUNICATIONS CABINET DETAIL

DETAILS (3 OF 3)

ITEM

3

SPECIFICATION

SIEMENS NO. ED41B015

SIEMENS NO. ED41B01515 AMPERE, 1P, 120V RATING, 22KAIC

15 AMPERE, 1P, 120V RATING, 22KAIC

4  CABINET HEATER 800W - 120V WITH INTEGRAL THERMOSTAT HOFFMAN NO. DAH8001B

1  MICROWAVE RADIO

5  CABINET FAN

6  POWER SUPPLY

8  BACK PANEL �" THICK SOLID PHENOLIC LAMINATE ARBORON

SEE "MICROWAVE SYSTEMS" SPECIFICATION N/A

N/A

7
SURGE PROTECTOR

COAXIAL CABLE
SEE "MICROWAVE SYSTEMS" SPECIFICATION N/A

2
CIRCUIT BREAKER

POWER SUPPLY

OR APPROVED EQUAL

MFG./MODEL NO.

SEE "MICROWAVE SYSTEMS" SPECIFICATION

120V INPUT TO -48VDC OUTPUT

1

6

5

4

2

3

600 VOLT, INSULATED, SIZE AS REQUIRED MARATHON9  BLOCK

POWER DISTRIBUTION

97

8

FAN CIRCUIT BREAKER

CABINET HEATER/

COOLING CABINET FAN (WITH FAN FILTER)

THERMOSTAT CONTROLLED 450 CFM MIN.
HOFFMAN NO. A10AXFN

N/A

10
SP

RESPONSE (SEE "COMM. CABINET & EQUIPMENT")

120VAC W/ 340V-20KA SERIES CHOKE & 5ns

SEE "FIBER OPTIC WORK" SPECIFICATION11  F.O.  PATCH PANEL

10  SURGE PROTECTOR

N/A

WHICH SHALL BE PAID FOR SEPARATELY.

SURGE SUPPRESSOR, PATCH PANEL AND F.O. CABLING 

THE RADIO, COAX CABLE, DC POWER SUPPLY, COAX 

"COMMUNICATIONS CABINET AND EQUIPMENT", EXCEPT

ALL WORK SHOWN SHALL BE PAID FOR UNDER ITEM

11

HANDHOLE

TO EX.

F
O

F
O

F
O

FO

PATCH CORD

COMMUNICATION CABINET OUTLINE

TSTAT

4
.0
’

(SEE SHEET 11)

SURVEILLANCE CABINET

& 1/C #10 GROUND TO EXISTING

1/C #10, 1/C #10 NEUTRAL,
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