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1 GROUND FLOOR PLAN - EL: 70150 . INTERMEDIATE FLOOR PLAN (-1) - EL: 692.75 .
SOALE: s e S Jrm e DISCHARGE EL: 694.00 HP
NOTES:
. ALL DUCTWORK, HANGERS AND SUPPORTS LOCATED THROUGHOUT THE WET WELL SHALL BE STAINLESS STEFL.
2. THE DRY WELL AND THE WET WELL ARE CLASS 1, DIVISION 2 HAZARDOUS LOCATIONS. ALL HEATERS, FANS, ACTUATORS,
CONTROLS AND ASSOCIATED APPURTENANCES SERVING THESE SPACES SHALL BE SUITABLE FOR THIS CLASSIFICATION.
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