TO UPS-SPA7 ETj
REFER TO SHEET UPS-1 FOR CONTINUATION N4
M
) PPR2 ScADA PANEL A/C PWR. AVAILABLE
~"NC 9,10 SCADA PANEL DIGITAL OUTPUTS (TBDO)
TERM * WIRE * DESTINATION DESCRIPTION OF OUTPUTS
5 SP-4 C626  |CP-626 OPERATING VIA UPS POWER
UPS 1/0
MODULE SP-4A C626A  |CP-626A OPERATING VIA UPS POWER
. 626 ce2e UP?EON % Cco26A 626A OPERATING VIA SP-5 c627  |CP-627 UPS LOW BATTERY
UPS POWER
cP SP SP cpP SP-5A C627A  |CP-627A UPS LOW BATTERY
UPS-LOW , ,
] 627 _cez1 5 T 5A ce27A 6274 UPS LOW SP-6 C628  |CP-628 UPS FAULT/OVERLOAD
) <p Sp cP BATTERY SP-6A C628A  |CP-628A UPS FAULT/OVERLOAD
UPS-OL SP-9 c586  |CP-586 SCADA PANEL A/C PWR. AVAILABLE
. 628 ce28 o f oA ce28A 628A UPS FAULT/
cP Sp I sp cP OVERLOAD SP-9A C586A  [CP-586A SCADA PANEL A/C PWR. AVAILABLE
SP-10 c211 |cP-211 SCADA PANEL A/C PWR. AVAILABLE
7 SP-10A 213 |cP-213 SCADA PANEL A/C PWR. AVAILABLE
8
586 csge 9 PFRZ SA cggep 586A
el o——f——————a
cP SP2 SP cp
211 c211 10 PFR2 10A c213 213
10 o—0—f—————a
cP SP2 SP cp
1. SEE SHEETS GI-1 AND GI-2 FOR INSTRUMENTATION
SYMBOL LIST, ABBREVIATIONS, AND GENERAL NOTES.
SPD-1
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