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NOTES:
1. FOR CONDUIT AND CABLE RUNS FROM ELECTRICAL
EQUIPMENT TO ALL OTHER EQUIPMENT/DEVICES, SEE
PLAN AND SECTION ELEVATION SHEETS.
2. FOR C/T & SWITCH SECTION DETAILS, SEE SHEET E14.
3. INSTALL 3 KVA U.P.S. INSIDE CONTROL PANEL CP-4T. 0 2 4 6' 16'
INSTALL 1 (ONE) 1 POLE 30A BREAKER IN PANEL LP-47
FOR U.P.S. CIRCUIT. P e —
4. CP47 AND SCADA PANELS SHALL BE FED FROM SCALE IN FEET
UPS-CP4T.
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