
SP NO. QUANT. UNIT
1. 330 FOOT UNDERGROUND CONDUIT, GALVANIZED STEEL, 2" DIA.
2. 1 EACH HANDHOLE
3. 658 FOOT ELECTRIC CABLE IN CONDUIT, 600V (XLP TYPE USE) 1/C NO. 10
4. 2,214 FOOT ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE) 1/C NO. 4
5. 3 EACH LUMINAIRE, SODIUM VAPOR, HORIZONTAL MOUNT, 400 WATT
6. 1,916 FOOT REMOVE ELECTRIC CABLE FROM CONDUIT

* 7. 3 EACH LUMINAIRE SAFETY CABLE ASSEMBLY
* 8. 1 EACH COMBINATION LIGHTING CONTROLLER

SCHEDULE OF QUANTITIES
LIGHTING - U.S. RTE 41 (SKOKIE BOULEVARD) AT GROSS POINT ROAD


