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CONTROL INSTALLATION 

PHOTOCELL RELAY

120/240 V. SERVICE

T2

T1

CONTROL INSTALLATION CIRCUIT DIAGRAM

20 AMP, 2 POLE

CIRCUIT BREAKER
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AERIAL CABLE

2-1/C #4 ALUMINUM

W/MESSENGER WIRE

WOOD LIGHTING POLE 50’ CLASS III

WITH 250W HPS MULTI-MOUNT

LUMINAIRE. LUMINAIRES WILL

OPERATE AT 240V, 2W, 1}
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LIGHTING PLAN

CROSSOVER @ STA 1170+00

1" = 50’-0"

1162+00.00 1177+00.00

UNIT DUCT, 2 #8 XLP,

1 #8 XLP GROUND,  3/4 " POLYETHYLENE

2 PLCS
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