
FR-425

CRYSTAL CREEK PHASE II B

COOK COUNTY
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PLAN AND PROFILE 4

Inv. Elev. 638.12|

12" Pipe 
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~ Proposed Precast Concrete Box Culvert 9’x3’

Sta. 14+50 (See sheets 18 & 19)

Proposed Junction Chamber No. 1

Existing utilities to be
 relocated by others

on sheet 23 *

Box Culvert, Sta. 16+82. See Manhole detail

drain into 24" } opening cast in top of East

Type 1 Frame & Open Lid (see Std. 604001) to 

on sheet 23 *

Inv. Elev. 638.12| See connection detail

into proposed box culvert Sta. 16+82

Existing 12" storm sewer to be routed 

Proposed Precast Concrete Box Culvert 9’x3’

24" Opening
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West: 637.16  

East: 637.37

? of Existing 54" RCPs

See Details on sheet 20

Sta. 12+99.52

Existing Junction Chamber No. 2 To Be Modified

See Details on sheet 20

Sta. 12+99.52

Existing Junction Chamber No. 2 To Be Modified
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Begin Proposed Culvert
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12" Pipe 
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OFFICE OF WATER RESOURCES
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DEPARTMENT OF NATURAL RESOURCES

STATE OF ILLINOIS

and Ivanhoe Avenue             Elev. 646.52 

S.E. corner Dora Street/Denley Avenue

B.M.  Chis. "X" on flange bolt on fire hydrant
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Box Culverts 7’ x 2’ 

~ Proposed Double Precast Concrete 

* Cost included with 7’x2’ Precast Concrete Box Culvert

(see sheets 18 and 19)

Sta. 14+50

~ Junction Chamber #1

Proposed Double Precast Concrete Box Culverts 7’x2’ 
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included in Pipe Culvert Removal

Cost of concrete block bulkhead removal 

Concrete block bulkhead To Be Removed

Sta. 13+02| 

Existing concrete block bulkhead To Be Removed


