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ILLINOIS 173 ROSECRANS RD
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VGA4

STA 2018+25

SET BACK 19 FT

VGB3

STA 2020+75

SET BACK 19 FT

NOTES

(2) UC, RGSC

3" DIA., 125 FT

BH2

BG2

BG3

BH3

BG5

BG4

BH4

BH5

VGB1

STA 2029+00

SET BACK 22 FT

VGC3

STA 2020+75

SET BACK 

26 FT

 

 

 

CKTS: VGE & VGF

3-1/C#4, 1/C#6 GND,

1 1/4" DIA. UNIT 

DUCT (TYP.)

 

JUNCTION BOX 

EMBEDDED 

IN PARAPET WALL 

(TYP.)

(SEE E-17)

CONDUIT EMBEDDED IN 

STRUCTURE, 2" DIA, PVC

CONDUIT EMBEDDED 

IN STRUCTURE, 2" 

DIA, PVC

PROPOSED IDOT LIGHTING PLAN

BE2

CKTS: VGA & VGB

3-1/C#4, 1/C#6 

GND, 1 1/4" DIA. 

UNIT DUCT 

(TYP.)

3-1/C #2 IN 3" RGC

CKTS: VGC & VGD

3-1/C#4, 1/C#6 GND,

1 1/4" DIA. UNIT DUCT

(TYP.)

CKTS: VGA & VGB

3-1/C#4, 1/C#6 GND,

1 1/4" DIA. UNIT DUCT

(TYP.)

PROP ROW

PROP ROW

PROP ROW

PROP ROW

VGA3

STA 2023+25

SET BACK 19 FT

VGC2

STA 2025+75

SET BACK 30 FT

VGD1

(SEE NOTE 2)

SETBACKS ARE MEASURED FROM EDGE 

OF TRAVELED PAVEMENT TO CENTER OF 

POLE.

SEE TRAFFIC SIGNAL PLANS FOR 

PRECISE POLE LOCATIONS.

1.

2.

VGF1

STA 2034+07

SET BACK 

30 FT

VGH1

STA 2031+42 

(ON BRIDGE PARAPET)

VGG1

STA 2034+07

SET BACK 

22 FT

VGA1

(SEE NOTE 2)

WETLAND BOUNDARY

WL-31

CKTS: VGA & VGB

3-1/C#4, 1/C#6 GND,

1 1/4" DIA. UNIT DUCT

(TYP.)

(2) UC, RGSC

3" DIA., 48 FT

PROPOSED IDOT SINGLE

DOOR LIGHTING CONTROLLER "VG"

STA. 2025+36, 84 FT RT

240/480 V, SINGLE PHASE, 3-WIRE

(PER IDOT DETAIL BE-215)

ILLINOIS 173 ROSECRANS RD

VGC1

STA 2028+70

SET BACK 31 FT

PROPOSED

RETAINING WALL

UC, RGSC

3" DIA., 36 FT

VGD2

STA 2023+25

SET BACK 27 FT

 

VGE1

STA 2031+42

(ON BRIDGE PARAPET)

VGA2, VGB2

STA 2025+75

SET BACK

18 FT

SEE TOLLWAY

LIGHTING PLANS 

(TYP. FOR RAMP 

AND I-94 

MAINLINE 

LIGHTING)

CKTS: VGH & VGG

3-1/C#4, 1/C#6 

GND, 1 1/4" DIA. 

UNIT DUCT 

(TYP.)

S 89%%d 22’ 58" E

6,372.22’
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411 South Wells Street Suite 1000

Chicago, Illinois 60607
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