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STA. 1+25 - STATION OF LIGHT STANDARD

S-FOR SINGLE, D-FOR DOUBLE, Q-FOR QUAD

LIGHT DISTRIBUTION TYPE

SPACING RANGE, M-FOR MEDIUM, S-FOR SHORT

TOLLWAY UNDERPASS LIGHTING DETAILSSTATE OF ILLINOIS

DEPARTMENT OF TRANSPORTATION

rswansonUSER NAME =

PLOT SCALE = 100.0000 ’ / IN.

PLOT DATE = 6/18/2012
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E-45A

SHOULDER

24" RADIUS

ELBOW

(TYPICAL)

30" MIN.

2" DIA. UNIT DUCT

AS SHOWN ON PLANS

J

STEEL GIRDER

BRIDGE DECK BRIDGE DECK

SHOULDER

150 W UNDERPASS

LUMINAIRE

NOT TO SCALE NOT TO SCALE

150 W UNDERPASS

LUMINAIRE

LIQIUD-TIGHT FLEXIBLE 

METALLIC CONDUIT, 3/4"

PVC COATED CONDUIT CLAMPS

AT 5 FOOT INTERVALS.
PVC COATED

CONDUIT CLAMPS

AT 5 FOOT

INTERVALS.

1" PVC COATED RGC

CLAMPED TO STRUCTURE

4" PVC COATED RGC

ATTACHED TO STRUCTURE

STEEL GIRDER

NOTES:

45A

405A

CONCRETE PIER

16"x14"x6"

JUNCTION BOX, SS,

MOUNTED TO PIER

1" PVC COATED RGC

CLAMPED TO SIDE 

OF PIER.

6"x6"x4"

JUNCTION BOX

16"x14"x6"

JUNCTION BOX, SS,

MOUNTED TO PIER

CONCRETE PIER

GRADE

4" PVC COATED RGC

ATTACHED TO STRUCTURE

(SEE NOTE 2)

1.

2.

LIQUID TIGHT FLEXIBLE METAL CONDUIT, MAXIMUM LENGTH 6’-0", TYPICAL

FOR EACH INSTANCE AS SHOWN, PROVIDE PVC COATED RIGID GALVANIZED 

STEEL CONDUIT AS REQUIRED NOT TO EXCEED 6’-0" OF FLEXIBLE LIQUID 

TIGHT METAL CONDUIT. LIQUID TIGHT FLEXIBLE METAL CONDUIT WILL BE INCLUDED

IN THE COST OF THE UNDERPASS LUMINAIRE IT CONNECTS TO.

THE 4" PVC COATED RGC ATTACHED TO STRUCTURE AND ASSOCIATED UNDERGROUND ELBOW

ARE INCLUDED IN THE COST OF THE 16" X 14" X 6" JUNCTION BOX ATTACHED TO STRUCTURE.

LIQIUD-TIGHT FLEXIBLE

METALLIC CONDUIT, 3/4"

(SEE NOTE 1)

PVC COATED CONDUIT

CLAMPS AT 5 FOOT

INTERVALS. 6" X 6" X 4"

JUNCTION BOX

GRADE

1" PVC COATED RGC

CLAMPED TO STRUCTURE

ELEVATION - LOOKING NORTH (AT IL 173)ELEVATION - LOOKING EAST (AT IL 173)
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EJM ENGINEERING,  INC.
411 South Wells Street Suite 1000

Chicago, Illinois 60607

I-94 FROM ROSECRANS RD TO STATE LINE
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MILL CREEK RD

HUNT CLUB RD

SCALE: SHEET NO.    OF    SHEETS STA.            TO STA. 

49-1-R-194 LAKE

CONTRACT NO. 60L77

RAS

BHH

536/19/2012

MKR




