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SEE NOTE 1

AND 1 #4 GND

2" DIA. PVC, - 47’ WITH 3 #2

CONDUIT EMBEDDED IN STRUCTURE,

PROPOSED 3 #2 AND 1 #4, GND, SEE NOTE 2

EXISTING CONDUIT EMBEDDED IN STRUCTURE WITH

PROPOSED 3 #2 AND 1 #4, GND, SEE NOTE 2

EXISTING CONDUIT EMBEDDED IN STRUCTURE WITH

AND 1 #4, GND, SEE NOTE 2

PROPOSED 3 #2STRUCTURE WITH 

EXISTING CONDUIT EMBEDDED IN

STA. 204+00

MG7

STA. 206+01

MH7

STA. 108+20

MG8

STRUCTURE (EMPTY)

EXISTING CONDUIT EMBEDDED IN

TO STRUCTURE

EXISTING JUNCTION BOX ATTACHED

NOTES:
1.

REMOVED.

ELECTRIC CABLE FROM CONDUIT" FOR EACH CABLE

SHALL BE PAID FOR UNDER THE PAY ITEM "REMOVE

PROPOSED CABLES. REMOVAL OF THE EXISTING CABLES

FROM THE CONDUIT PRIOR TO INSTALLATION OF THE

CONTRACTOR SHALL REMOVE THE EXISTING CABLES

CONDUIT SIZE IS DIFFERENT THAN PROPOSED.

CONDUIT REDUCER FITTING AS NECESSARY IF EXISTING

TO THE PROPOSED CONDUIT. CONTRACTOR SHALL USE

CONTRACTOR SHALL CONNECT THE EXISTING CONDUIT

2.

D
ES
 
P
LA
IN

ES
 
R
IV

ER

RAMP G

RAMP H

RAMP E

L RAMP E 
B


