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PROPOSED LIGHTING PLANS (SHEET 4 OF 6)
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KEY MAP

\ RAMP C

\ RAMP D

\ RAMP A

\ RAMP B

IL ROUTE 31

\ SOUTHBOUND

IL ROUTE 31

\ NORTHBOUND

STA. 508+20, 15’RT

KFF1
STA. 402+70, 15’RT

KFC1
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STA. 120+96, 47’RT
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NOTE 2

STA. 108+55, 100’LT

8 KFGH4

NOTE 1

STA. 111+90, 90’LT

6 KFGH3

NOTE 1

STA. 122+75, 95’LT

8 KFAB2

NOTE 1

STA. 118+30, 92’LT

6 KFAB1STA. 1269+30, 49.553’LT

KFD1

STA. 1269+28.5, 48.083’RT

KFE1

NOTE 1

STA. 405+10, 40’RT

6 KFCD3NOTE 1

STA. 504+50, 40’RT

6 KFEF5
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SCALE: 1" = 50’

050 50 100 150 200

SCALE IN FEET

1�" DIA UD (TYP.)

A&B: 3#4 &1#6 GND.

1�" DIA UD (TYP.)

G&H: 3#4 &1#6 GND.

1�" DIA UD (TYP.)

E&F: 3#4 &1#6 GND.

3" DIA RGC. 34’

3" DIA. UGC, GS, 41’

3" DIA. UGC, GS, 98’

3" DIA. UGC, GS, 74’

3" DIA. UGC, GS, 103’

3" DIA. UGC, GS, 34’

4-3" DIA. UGC, GS, 116’

(TYP.)

EMBEDDED IN STRUCTURE

IN 2", PVC CONDUIT 

E&F: 3#4 & 1#6 GND., MC

(TYP.) 

EMBEDDED IN STRUCTURE

IN 2", PVC CONDUIT 

C&D: 3#2 & 1#4 GND., MC

1�" DIA UD (TYP.)

A&B: 3#4 &1#6 GND.

1�" DIA UD (TYP.)

C&D: 3#2 &1#4 GND.

SEE DETAIL-B ON SHEET L-12 

ATTACHED TO STRUCTURE 

JUNCTION BOX, 18"x12"x6"   

NOTE 2

STA. 408+70, 45’RT

6 KFCD4

DETAILS

FOR UNDERPASS

SEE SHEET L-10

200A, 240/480V, 1}, 3-WIRE

SINGLE DOOR

STA. 117+43, 70’RT

PROPOSED LIGHTING CONTROLLER "KF"

WITH 3-1/C#3/0 SERVICE FEEDER

2 1/2" DIA. UGC, GS, 135’ 

SEE DETAIL SHEET L-13 FOR HIGH MAST LUMINAIRES ORIENTATION.

CONTRACTOR SHALL PROVIDE CONCRETE PAD AS SHOWN ON DETAIL SHEET L-14.

SHEET L-15.

CONTRACTOR SHALL PROVIDE CONCRETE PAD WITH RETAINING WALL AS SHOWN ON DETAIL

3.

2.

1.

ONLY

ONL
Y

ONLY

ONLYONLY
ONLYONL

Y

ONLY
ONLY

ONLY

ONLY

ONLY

 
0

+
0
0

 
1
2
6
5
+
0
0

 
1
2
7
0

+
0
0

 110+00

 115+00

 120+00

 
4
0
0

+
0
0

 4
05

+0
0

 
4
1
0

+
0
0

 210+00

 215+00

 220+00

 
3
0
0

+
0
0

 
3
0
5
+
0
0

 
6
1
0

+
0
0

 
5
0
0

+
0
0

 505+00

 805
+00

 810
+00

 90
5+0

0

 910
+00

 705
+00

 710
+00

507 201




