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JUNCTION BOX EMBEDDED IN STRUCTURE 8" X 24" X 10"

LIGHT POLE, GALVANIZED STEEL, 50 FT. M.H., 12 FT. MAST ARM, TWIN

LIGHT POLE FOUNDATION, SPECIAL

LIGHTING CONTROLLER, BASE MOUNTED, 480VOLT, 200AMP

LUMINAIRE, SODIUM VAPOR, HORIZONTAL MOUNT, 400 WATT

ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE) 1/C NO. 3/0

ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE) 1/C NO. 6
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8"X24"X10"

EMBEDDED IN STRUCTURE,

NON-METALLIC JUNCTION BOX
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ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE) 1/C NO. 8

UNIT DUCT, 600V, 4-1C NO.6, 1/C NO.6 GROUND, (XLP-TYPE USE), 1 1/4" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1C NO.4, 1/C NO.6 GROUND, (XLP-TYPE USE), 1 1/4" DIA. POLYETHYLENE

UNIT DUCT, 600V, 2-1C NO.2, 1/C NO.4 GROUND, (XLP-TYPE USE), 1 1/4" DIA. POLYETHYLENE

CONDUIT EMBEDDED IN STRUCTURE, 2" DIA., PVC

UNDERGROUND CONDUIT, PVC, 5" DIA.

UNDERGROUND CONDUIT, PVC, 2" DIA.
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