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UNDERDECK LIGHTING PLAN
STREET LIGHTING - BILL OF MATERIAL — THIS SHEET
PAY ITEM UNIT QTY
CONDUIT ATTACHED TO STRUCTURE, 1" DIA., STAINLESS STEEL FOOT 337
JUNCTION BOX, STAINLESS STEEL, ATTACHED TO STRUCTURE, 12 X 12 X 8" EACH 10
UNDERPASS LUMINAIRE, 100 WATT, HIGH PRESSURE SODIUM VAPOR EACH 4
ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE) 1/C NO.10 FOOT 1131
CONDUIT, FLEXIBLE NON-METALLIC, WEATHERPROOF, 1.0"" DIAMETER FoOT 24 e T ey S|
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