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366-#5 a (E) bars @ 8" cts. (Bot.)

66-#5 a (E) bars @ 8" cts. (Top)

66-#5 a (E) bars @ 8" cts. (Top)4

91-#5 a (E) bars @ 8" cts. (Bot.)

91-#5 a (E) bars @ 8" cts. (Top)

91-#5 a (E) bars @ 8" cts. (Top)4

22

60’-0"

    

66-#5 d (E) bars @ 11" cts.

16’-6�"

* 20x2-#4 b (E) bars * 20x2-#4 b (E) bars

B

B

39’-6�" 60’-0"

* 12x2-#4 b (E) bars

7

8

7

8

Offset 16.00’ Rt

Sta. 521+33.00

Begin Moment Slab

Offset 27.83’ Rt

Sta. 521+33.00

Begin Moment Slab

Offset 16.00’ Rt

Sta. 521+76.57

Offset 27.83’ Rt

Sta. 521+72.54
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* 20x3-#4 b (E) barsF

F

116-#5 a (E) bars @ 8" cts. (Bot.)

116-#5 a (E) bars @ 8" cts. (Top)

116-#5 a (E) bars @ 8" cts. (Top)

99-#5 d (E) bars @ 11" cts.

25’-4�"

90’-0"

78’-9�"

8

7

* 12x3-#4 b (E) bars Offset 27.83’ Rt

Sta. 523+22.54

Offset 27.83’ Rt

Sta. 522+32.54
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Offset 16.00’ Rt

Sta. 522+36.57

48-#5 d(E) bars @ 11" cts.

2

1x2-#4 e  (E) bar B.F.

1-#8 e  (E) bar F.F.15

25

Offset 16.00’ Rt

Sta. 523+15.34

11

b (E) b (E)12

43’-6�"

15’-0"11’-0"19’-0"15’-0"

66-#5 d(E) bars @ 11" cts.

2

99-#5 d(E) bars @ 11" cts.

2

4 Spa. @ 15’-0" = 60’-0"

6

1x2-#4 e  (E) bar B.F.

1x2-#8 e  (E) bar F.F.13

23 1x3-#4 e  (E) bar B.F.

1x3-#8 e  (E) bar F.F.11

21

bars

7-#4 e (E)

1
1

333

SA-7

N

N

4

bars

7-#4 e (E)

(Typ. 2 panels)

7-#4 e(E) bars (Typ. 4 panels)

7-#4 e(E) bars

ELEVATION - WEST MOMENT SLAB

PLAN - WEST MOMENT SLAB

PLAN - MULTI-USE PATH MOMENT SLAB

31’-6�"

see details on Sheet SA-9.

For additional Reinforcement,

Frame and Grate.

NOTES:

#8 bar = 6’-9"

#4 bar = 2’-11"
** Field cut to fit as required.

* See cross section for placement.

Front Face of North Retaining Wall

MIN. BAR LAP

WEST AND MULTI-USE PATH MOMENT SLABS (1 of 2)
APD

BWS

40-#5 a (E) bars @ 1’-0" cts. (Bot.)

40-#5 a (E) bars @ 1’-0" cts. (Top)

61-#5 a (E) bars @ 1’-0" cts. (Bot.)

61-#5 a (E) bars @ 1’-0" cts. (Top)

91-#5 a (E) bars @ 1’-0" cts. (Bot.)

91-#5 a (E) bars @ 1’-0" cts. (Top)

8’-6�"

b(E) bars

* 12x2-#4

Rail Post Spaces

See Sheet SA-8

See Sheet SA-8

48-#5 d (E) bars @ 11" cts.

See Sheet SA-8

d (E) barsd (E) barsd (E) bars

7-#4 e(E) bars 5

bars

7-#4 e (E)

bars

7-#4 e(E)

7 Spa. @ 10’-0" = 70’-0" 8 Spa. @ 10’-0" = 80’-0" 2’-0" 3’-0"3’-0"2’-0"

Rail Post Spacing

1’-0�"

2 Spa @ 15’-0" = 30’-0"13’-6�"Parapet Jnt Spacing

See Sheet SA-6

�" V-Grooved Joint

(Looking East)

See Sheet SA-6

See Sheet SA-6

6" 6"

BWS

18 Spa. @ 10’-0" = 180’-0"

b (E)3

3

18’-9�"

Sheet SA-10, typ.

See Detail on 

Light Pole Base.

Joint, typ.

�" Transverse Expansion 

Expansion Joint

�" Transverse 

Expansion Joint

�" Transverse 

= 20’-0"

2 Spa. @ 10’-0" 1’-3�"

33

bars

7-#4 e  (E)

See Note 7.

moment slab only at each parapet joint (typ.)

�" x 1" Deep sawcut contraction joint inExpansion Joint

�" Transverse 

~ Exp. Jt.~ Exp. Jt.~ Exp. Jt.

~ Exp. Jt.~ Exp. Jt.

8. For Expansion Joint details, see Sheet SA-9.

7. For Transverse Contraction Joint details, see Sheet SA-10.

6. For Parapet Joint details, see Sheet SA-9.

5. For Bar Bending Diagrams and Bill of Materials, see Sheet SA-11.

4. For sections B-B and F-F, see Sheet SA-9.

3. Offsets are to front face of parapet.

2. F.F. = Front Face & B.F. = Back Face.

1. Bars indicated thus 7x2-#5 etc. indicates 7 lines of bars with 2 lengths per line.

Connector.

Approach Pavement

Joint at end of Bridge

2" Transverse Expansion 
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