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   LIGHTING DETAILS    

I-74 & I-55 BUSN / VETERAN’S PARKWAY

SHEET  9 OF  9 SHEETS STA.          TO STA.           
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CONDUIT DETAIL

(INTEGRAL ABUTMENT) SECTION A-A

90° ELBOW (TYP.)

PLAN SHEETS. RADIUS = 300 (12)

OTHERWISE INDICATED ON 

2" PVC CONDUIT UNLESS

ABUTMENT WALL

INTEGRAL CONCRETE

SLOPE WALL

CONCRETE

WING WALL

CONCRETE

WING WALL

CONCRETE

ABUTMENT WALL

INTEGRAL CONCRETE

SLOPE WALL

CONCRETE

APPROACH SLAB

GUARD RAIL

GALV. STEEL CONDUIT

3m X 50 (10’ X 2)

BEAM

BRIDGE

BEAM

BRIDGE

ATTACHED TO STRUCTURE

CONDUIT 50 (2) DIA.

RIGID STAINLESS STEEL

PLAN SHEETS.

OTHERWISE INDICATED ON 

2" PVC CONDUIT UNLESS

300X300X150 (12X12X6)

SHALL NOT BE LESS THAN 

SIZED PER NEC, BUT

BOX ATTACHED TO STRUCTURE

STAINLESS STEEL JUNCTION

300X300X150 (12X12X6)

SHALL NOT BE LESS THAN 

SIZED PER NEC, BUT

BOX ATTACHED TO WING WALL

STAINLESS STEEL JUNCTION

300X300X150 (12X12X6)

SHALL NOT BE LESS THAN 

SIZED PER NEC, BUT

BOX ATTACHED TO WING WALL

STAINLESS STEEL JUNCTION

300X300X150 (12X12X6)

SHALL NOT BE LESS THAN 

SIZED PER NEC, BUT

BOX ATTACHED TO STRUCTURE

STAINLESS STEEL JUNCTION
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