
 PROVIDE CONCRETE BASE

AND THRUST BLOCKING

AGAINST UNDISTURBED

INSTALL LAYER OF FILTER FABRIC

FOR DEPTH OF BURY SEE

PLANS AND SPECIFICATIONS

TO CONFORM TO 

MANUFACTURER’S SPECIFICATIONS

OWNERS STANDARD OR EQUAL

CONFORMING TO A.W.W.A. SPECIFICATIONS

DRAIN FIELD TO BE  1/2  CU. YD.

HYDRANT DRAIN

OPENINGS
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SEE

PLANS

4’6" MINIMUM

EARTH.   INCIDENTAL

COURSE AGGREGATE.   INCIDENTAL

OVER DRAIN FIELD.   INCIDENTAL

TYPICAL HYDRANT INSTALLATION

NOTE:

CONCRETE BASE AND BLOCKING MATERIAL SHALL

NOT BLOCK NOR OBSTRUCT HYDRANT DRAIN.


