
108803 1088.03 
 
Designer Note:  Insert into contracts requiring stainless steel conduit in electrical installations. 
 
 
RIGID METAL CONDUIT (BDE) 
 
Effective:  August 1, 2014 
 
Add the following to Article 1088.01(a) of the Standard Specifications: 
 

“ (6) Stainless Steel Conduit.  The conduit shall be Type 304 or Type 316 stainless steel, 
shall be manufactured according to UL Standard 6A, and shall meet ANSI Standard 
C80.1.  Conduit fittings shall be Type 304 or Type 316 stainless steel and shall be 
manufactured according to UL Standard 514B. 
 
All conduit supports, straps, clamps.  And other attachments shall be Type 304 or 
Type 316 stainless steel.  Attachment hardware shall be stainless steel according to 
Article 1006.31.” 

 
 


