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SCALE: HORZ-1"=20' VERT-1"=5'
STA 5+00 TO 10+00
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COTT FRANK & EDITH EDUCATIONAL FUND IN TRUST,
SNYDERS DONALD ET AL, CO-TRUSTEES

CHAPPELL, MARY CATHERINE LF-EST
804 1350 N

JERSEYVILLE, IL 62052
ISRINGHAUSEN PAUL M REVOCABLE TRUST

800 1350 N
JERSEYVILLE, IL 62052

BAECHT, BREANNA N & DALTON JACOB T
803 1350 N

JERSEYVILLE, IL 62052

BROWN, CAROL GUILANDER
703 1350 N, JERSEYVILLE, IL 62052

FREAND, ROGER & ROBERT
898 1350 N

JERSEYVILLE, IL 62052

6" CLASS 52 DUCTILE IRON WATER MAIN

42
" M

IN
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PT

H

EXISTING GROUND
PROPOSED GRADE

PL

PL

PLPL

PL

2
C-101

1
C-101

ABANDON EXISTING
WATER LINE IN PLACE

6" CLASS 52 DUCTILE IRON PIPE

1

REFERENCE NOTES:
RECONNECT SERVICE LINE.

2 NO METER OR CURB STOP FOUND.  RECONNECT
SERVICE LINE.

RIGHT OF WAY AND PROPERTY LINES ARE APPROXIMATE

1

2

2

2

2

6"X6"X6" MJ DI ANCHOR TEE WITH THRUST BLOCK, SEE AMERICAN
WATER STANDARD CIVIL THRUST BLOCK DETAIL SEE SHEET C-502

6" CAP AND THRUST
BLOCK, SEE AMERICAN

WATER STANDARD CIVIL
THRUST BLOCK DETAIL

SEE SHEET C-502

6" CL52 DI WITH
MJ JOINT RESTRAINTS

AFTER COMPLETION OF PROPOSED 6" WATER LINE INSTALLATION,
CONTRACTOR SHALL CUT, CAP AND THRUST BLOCK, SEE AMERICAN
WATER STANDARD CIVIL THRUST BLOCK DETAIL SEE SHEET C-502

6" CL52 DI WITH MJ
JOINT RESTRAINTS"

NOT TO SCALE
DETAIL C-101-11

EXISTING WATER LINE 6"X6" TAPPING SLEEVE AND VALVE, SEE AMERICAN WATER
STANDARD CIVIL TAPPING SLEEVE AND VALVE BLOCKING DETAIL

6" GATE VALVE AND BOX

6" GATE VALVE AND BOX

6"X6"X6" MJ DI ANCHOR TEE WITH THRUST BLOCK, SEE
AMERICAN WATER STANDARD CIVIL THRUST BLOCK DETAIL

6" CL52 DI WITH
MJ JOINT RESTRAINTS

AFTER COMPLETION OF PROPOSED 6"
WATER LINE INSTALLATION, CONTRACTOR

SHALL CUT, CAP, CLOSE EXISTING VALVE,
CUT VALVE BOX 2' BELOW GRADE, AND
THRUST BLOCK, SEE AMERICAN WATER

STANDARD CIVIL THRUST BLOCK DETAIL

6" GATE VALVE AND BOX EXISTING 6" WATER LINE ABANDON IN PLACE

TAP AND CONNECT INTO EXISTING
WATER LINE VIA LINE STOP

6" GATE VALVE AND BOX

EXISTING 4" WATER
LINE ABANDON IN PLACE

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

NOT TO SCALE
DETAIL C-101-22

USE FITTINGS AS NECESSARY
6" MJ DI 45 DEGREE BEND

WITH THRUST BLOCK

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD
CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD
CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD
CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504
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STORM SEWER CROSSING

STORM SEWER CROSSING

STORM SEWER CROSSING,
FO CROSSING, TELEPHONE

LINE CROSSING, WATER
LINE CROSSING, STORM
SEWER CROSSING, GAS

LINE CROSSING

STORM SEWER CROSSING

SANITARY SEWER
CROSSING

6" CL52 DI WITH MJ JOINT RESTRAINTS

CMP, DND

INSTALL WATER SAMPLE STATION
#1 SEE AMERICAN STANDARD
CIVIL DETAIL ON SHEET C-504

INSTALL LINESTOP

USE FITTINGS
AS NECESSARY

USE FITTINGS
AS NECESSARY
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15" STORM
B/PIPE=611.08

18" STORM
B/PIPE=610.07

60" STORM
B/PIPE=603.23

60" STORM
T/PIPE=609.23

4" PVC SAN SEWER
B/PIPE=612.02

0 20' 40'
SCALE: HORZ-1"=20' VERT-1"=5'
STA 10+00 TO 15+00
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STECKEL, ROBERT C & EVELYN M
702 1350 N

JERSEYVILLE, IL 62052

HANSEN BUILDERS, INC
701 1350 N

JERSEYVILLE, IL 62052

DEVENING, SHERMAN L & BETTY L LF-EST
700 1350 N

JERSEYVILLE, IL 62052

WITT, GARY P
618 1350 N

JERSEYVILLE, IL 62052

BRAY, ROBERT L & JOY J
616 1350 N

JERSEYVILLE, IL 62052

HANSEN BUILDERS, INC
701 1350 N, JERSEYVILLE, IL 62052

JERSEYVILLE DEV CORP
998 WESTLAKE DR

JERSEYVILLE, IL 62052
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1
C-102

TELEPHONE LINE CROSSING

ABANDON EXISTING
WATER LINE IN PLACE6" CLASS 52 DUCTILE IRON PIPE

1

REFERENCE NOTES:
RECONNECT SERVICE LINE.

2 NO METER OR CURB STOP FOUND.  RECONNECT
SERVICE LINE.

RIGHT OF WAY AND PROPERTY LINES ARE APPROXIMATE

1

2
1

1

REMOVE HYDRANT

1

1

2

2
C-102

INSTALL 6" MAIN
WITH TRACER WIRE

6"x6"x6" MJ DIP TEE

FIRE HYDRANT ASSEMBLY,
SEE AMERICAN WATER
STANDARD CIVIL DRY
BARREL FIRE HYDRANT
DETAIL SEE SHEET C-503

NOT TO SCALE
DETAIL C-102-22

6" CL52 DI WITH MJ JOINT RESTRAINTS

EXISTING WATER LINE ABANDON IN PLACE

AFTER COMPLETION OF PROPOSED 6" WATER
LINE INSTALLATION, CONTRACTOR SHALL
CUT, CAP, CLOSE EXISTING VALVE, CUT VALVE
BOX 2' BELOW GRADE, AND THRUST BLOCK,
SEE AMERICAN WATER STANDARD CIVIL
THRUST BLOCK DETAIL. SEE SHEET C-503

EXISTING WATER LINE
ABANDON INPLACE

NOT TO SCALE
DETAIL C-102-11

3
C-102

CLOSE VALVE, CUT VALVE
BOX 2' BELOW GRADE

EXISTING WATER LINE

NOT TO SCALE
DETAIL C-102-33

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD
CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD

CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD

CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

6"X6"X6" MJ DI ANCHOR TEE WITH THRUST BLOCK, SEE
AMERICAN WATER STANDARD CIVIL THRUST BLOCK DETAIL

TAP AND CONNECT INTO EXISTING
WATER LINE VIA LINE STOP

6" GATE VALVE
AND BOX

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" GATE VALVE AND BOX

TAP AND CONNECT
INTO EXISTING WATER
LINE VIA LINE STOP

6" GATE VALVE
AND BOX

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6"X6"X6" MJ DI ANCHOR TEE WITH THRUST BLOCK, SEE
AMERICAN WATER STANDARD CIVIL THRUST BLOCK DETAIL

6" CL52 DI WITH MJ
JOINT RESTRAINTS

CLOSE VALVE, CUT VALVE
BOX 2' BELOW GRADE
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6" GATE VALVE AND BOX

6" CL52 DI WITH MJ
JOINT RESTRAINTS

STORM SEWER CROSSING

WATER LINE CROSSING, FIBER
OPTIC CROSSING, TELEPHONE

LINE CROSSING, STORM SEWER
CROSSING, GAS LINE CROSSING

CLOSE AND CUT VALVE

BRICK SIGN, DND

6" GATE VALVE
AND BOX

CMP, DND

SAN SEWER CROSSING,
WATER LINE CROSSING,
TELEPHONE LINE CROSSING

CUT CAP AND ABANDON

STORM SEWER CROSSING

SANITARY SEWER CROSSING

GAS LINE CROSSING

FIBER OPTIC  CROSSING,
GAS LINE CROSSING,
WATER LINE CROSSING

USE FITTINGS
AS NECESSARY

USE FITTINGS
AS NECESSARY

USE FITTINGS
AS NECESSARY

USE FITTINGS
AS NECCESARY

INSTALL LINESTOP
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TELEPHONE LINE CROSSING

ABANDON EXISTING
WATER LINE IN PLACE

6" CLASS 52 DUCTILE IRON PIPE

1

REFERENCE NOTES:
RECONNECT SERVICE LINE.

2 NO METER OR CURB STOP FOUND.  RECONNECT
SERVICE LINE.

RIGHT OF WAY AND PROPERTY LINES ARE APPROXIMATE

1

2

GAS LINE CROSSING

1

1

2
2

REMOVE HYDRANT

INSTALL 6" MAIN
WITH TRACER WIRE

6"x6"x6" MJ DIP TEE

FIRE HYDRANT ASSEMBLY, SEE
AMERICAN WATER STANDARD
CIVIL DRY BARREL FIRE HYDRANT
DETAIL SEE SHEET C-503

NOT TO SCALE
DETAIL C-103-11

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD

CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504

6" GATE VALVE AND BOX
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6" CLASS 52 DUCTILE IRON WATER MAIN

STORM SEWER CROSSING6" CLASS 52 DUCTILE IRON PIPE

1

REFERENCE NOTES:
RECONNECT SERVICE LINE.

2 NO METER OR CURB STOP FOUND.  RECONNECT
SERVICE LINE.

RIGHT OF WAY AND PROPERTY LINES ARE APPROXIMATE

1

2

1

1 1

2

ABANDON EXISTING
WATER LINE IN PLACE

REMOVE HYDRANT

INSTALL 6" MAIN
WITH TRACER WIRE

6"x6"x6" MJ DIP TEE

FIRE HYDRANT ASSEMBLY, SEE
AMERICAN WATER STANDARD
CIVIL DRY BARREL FIRE HYDRANT
DETAIL SEE SHEET C-503

NOT TO SCALE
DETAIL C-104-11

WATER MAIN CROSSING UNDER
SEWER, INSTALL C900 PVC CASING,
SEE AMERICAN WATER STANDARD

CIVIL WATER MAIN CROSSING UNDER
SEWER DETAIL SEE SHEET C-504
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3
C-105

6" CLASS 52 DUCTILE IRON WATER MAIN

6" CLASS 52 DUCTILE IRON PIPE

1

REFERENCE NOTES:
RECONNECT SERVICE LINE.

2 NO METER OR CURB STOP FOUND.  RECONNECT
SERVICE LINE.

RIGHT OF WAY AND PROPERTY LINES ARE APPROXIMATE

1

2

ABANDON EXISTING
WATER LINE IN PLACE

CLOSE VALVE, CUT VALVE
BOX 2' BELOW GRADE

1

2
C-105

INSTALL 6" MAIN
WITH TRACER WIRE

6"x6"x6" MJ DIP TEE

FIRE HYDRANT ASSEMBLY, SEE
AMERICAN WATER STANDARD
CIVIL DRY BARREL FIRE HYDRANT
DETAIL SEE SHEET C-503

NOT TO SCALE
DETAIL C-105-22

NOT TO SCALE
DETAIL C-105-11

CAP AND CLOSE
EXISTING LINE,
ABANDON IN PLACE
AFTER COMPLETION OF
PROPOSED 6" WATER
LINE INSTALLATION,
CONTRACTOR SHALL
CUT, CAP, AND THRUST
BLOCK, SEE AMERICAN
WATER STANDARD
CIVIL THRUST BLOCK
DETAIL C-503

6" X 8" MJ DI 45
DEGREE BEND WITH

THRUST BLOCK

NOT TO SCALE
DETAIL C-105-33

2
2

8" EXISTING
WATER LINE

WATER MAIN
CROSSING UNDER
SEWER, INSTALL
C900 PVC CASING,
SEE AMERICAN
WATER STANDARD
CIVIL WATER MAIN
CROSSING UNDER
SEWER DETAIL SEE
SHEET C-504

6" GATE VALVE AND BOX
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FIBER OPTIC LINE CROSSING

STORM SEWER CROSSING

STORM SEWER CROSSING

WATER LINE CROSSING,
FIBER OPTIC LINE CROSSING,
STORM SEWER CROSSING,
TELEPHONE LINE CROSSING

STORM SEWER CROSSING

6" CL52 DI WITH MJ JOINT RESTRAINTS

AFTER COMPLETION OF PROPOSED 6" WATER
LINE INSTALLATION, CONTRACTOR SHALL
CUT, CAP, CLOSE EXISTING VALVE, CUT VALVE
BOX 2' BELOW GRADE, AND THRUST BLOCK,
SEE AMERICAN WATER STANDARD CIVIL
THRUST BLOCK DETAIL SEE SHEET C-503

EXISTING WATER LINE
ABANDON INPLACE

6"X6"X6" MJ DI ANCHOR TEE WITH THRUST
BLOCK, SEE AMERICAN WATER STANDARD
CIVIL THRUST BLOCK DETAIL SEE SHEET C-503

TAP AND CONNECT INTO EXISTING
WATER LINE VIA LINE STOP

6" GATE VALVE
AND BOX

6" MJ DI 45 DEGREE BEND WITH THRUST BLOCK

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" GATE VALVE AND BOX

6" CL52 DI WITH MJ JOINT RESTRAINTS

EXISTING 4" WATER LINE

INSTALL WATER SAMPLE STATION
#3 SEE AMERICAN STANDARD
CIVIL DETAIL ON SHEET C-504

EXISTING 8"
WATER LINE

EXISTING 4"
WATER LINE

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6" MJ DI 45 DEGREE BEND
WITH THRUST BLOCK

6' GATE VALVE AND BOX

INSTALL WATER SAMPLE STATION
#4 SEE AMERICAN STANDARD
CIVIL DETAIL ON SHEET C-504

6" CL52 DI WITH MJ
DI JOINT RESTRAINTS

INSTALL LINESTOP


